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Environmental Services Division Building 535A

P.O. Box 5000

Upton, NY 11973-5000

proid Phone 516 344-4225
Fax 518 344-5812

Bnnn KH”‘"EN . fiores@bnl.gov

NATIONAL LABORATORY managed by Brookhaven Science Associates
for the U.S. Department of Energy

www.bnl.gov

August 10, 1999

Ms. Kathleen Newcomer

Suffolk County Department of Health Services
Drinking Water Supply Section

415 Oser Ave., Suite 3

Hauppauge, New York 11788

Dear Ms. Newcomer:

SUBJECT: Monthly Water Treatment Plant Reports
Reference: Suffolk County Minimum Monitoring Requirements for July 1999

In accordance with the requirements of the BNL Potable Water System Sampling Plan and the
1999 SCDHS Minimum Monitoring Requirements for the BNL Potable Water Supply, included
please find the following attachments for your records:

Attachment I: BNL Potable Water Monthly Operational and Bacteriological
Reports for July 1999;

Attachment II: July 1999 Biweekly Water Quality Monitoring Data for BNL
Well Water Samples, and Quarterly Water Quality Data for the
BNL Distribution System;

Attachment III: 1999 Third Quarter Radiological Analyses for Well Water
Samples and Second Quarter Strontium-90 Data for Well Water
Samples;

Attachment IV: 1999 Annual Inorganic Analyses and Third Quarter
Bacteriological Results for Well Water Samples, Semi-Annual
Inorganic Analyses for the BNL Distribution System;

Attachment V: 1999 Third Quarter Principal Organic Compound Analyses for
Well Water Samples;
Attachment VI: Synthetic Organic Chemicals and Pesticide Analyses for Well

Water Samples.



Flores to Newcomer -2- August 10, 1999

All analytical results have been reviewed and have been found to be within New York
State Department of Health Drinking Water Standards (NYSDOH DWS). Collection and
analysis of these samples are performed in accordance with the guidelines of the SCDHS
Community Water Supply Monitoring Requirements, and the BNL Potable Water System
Sampling Plan. Routine monitoring samples are collected by Plant Engineering Division (PE)
personnel using standard operating procedures and analyses are performed by a contractor
laboratory using standard methods of analysis. All analytical results are reviewed and validated
by Laboratory staff following EPA and NYSDEC guidelines. Quality assurance documentation
for analyses performed is available from the Environmental Services Division (ESD) and PE
Divisions. Based on this information, we believe the values contained in these reports are
representative of the BNL potable water system.

Should there be any questions regarding this report or the analytical or operational data
contained herein, please call either R. Lee (ESD) at (516)344-3148 or W. Chaloupka (PE) at
(516)344-7136.

Sincerely,

E.A. Flores
Division Manager
Environmental Services Division

EAF/RL:1t

cc: K. Brog w/o attachments
W. Chaloupka w/attachments
R. Lee w/attachments

E. Murphy  w/attachments

P. Ponturo w/o attachments

L. Ross w/o attachments

R. Simeone  w/attachments
EC4120.99



ATTACHMENT I

Brookhaven National Laboratory
Potable Water Supply

Monthly Bacteriological and Operational
Reports for July 1999



Public Water Supply Protection

BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPERATION REPORT

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY l REPORTING PERIOD : 1999
LOCATION: WATER TREATMENT PLANT /
Did an emergency occur in any part of the water system? yes_ no__ &
Source: Ground Water Does the system have a chlorination waiver? yes ____ no
CHLORINATION pH
Treated |Liguid Sodium Hypochiorite Free Ci2 |_ Lime Totalizer
Day of Water Wt. of cyl. ibs. Ci2 use Residual  |__ Sodium Daily Totahzer Population Served 3,500
month K Gals 140/40 per 24hrs mg/l Hydroxide 11735995
1 356 135/40 5 1.2 7.8 11736351 Number of routine sampl f E
2 224 130/40 5 0.5 8 11736575 (Must coilect a minimum of 5 routine samples the month following
3 0 a repeat sample collection)
4 [¢]
5 o] 130 ] 0.55 8.2 11736575 Number of actual routine samples ;
6 o]
7 0 130/40 4] 0.56 8 11736575 Does a M&AR violation exist? yes __ _ No
8 434 120-40 10 0.37 7.1 11737009
9 427 110-40 10 0.56 7.6 11737436
10 0 if yes, check reason’s below.
1M 0
12 365 105/40 5 0.6 7.8 11737801 __ Actual number of samples fewer than required.
13 0 105/40 (4] 0.65 8.4 11737801 .
14 80 105/40 [*] 0.65 8 11737881 ____Failure to analyze for E. Cali if thers was a positive rasult for
15 0 105/40 0 0.33 7.8 11737881 total coliform from routine, repeat of high turbidity sample.
16 58 103 2 0.3 7.9 11737939
17 o) ____ Failure to analyze repeat samples.
18 0 ) )
19 253 95 8 0.8 8.2 11738192 Does an MCL violation oxlsﬂéz_@
20 436 290/40 5 0.6 8.1 11738628
21 472]  somo 10 0.63 8.2 11739100 It yes, check reason(s) below.
22 460 70/40 10 0.58 8 } 11739560
23 404 60/40 10 0.7 7.8 11739964 _____ Two or more positive total coliform samples for systems collecting 40
24 o] of mare samples {routine, repeat or hiturb) per month.
25 0
26 319 55/40 5 0.4 7.8 11740283 __.Positrve E. Caii resuit followed by a positive total coliform repeat sample.
27 1,207 30/40 25 0.5 8 11741490
28 383| 22+140/40 8 0.4 7.9 11741873 ____Positive total coliform result followed by a positive E. Coli repeat sample.
29 1,198  155/40 7 0.5 7.9 11743071
30 1,148 123/40 22 0.5 7.8 11744219
3 0
TOT 8,224 147
AVG. 265.29 4.74 No. Days: 31

Reoorted bwﬂa/ .~ 7 *‘ Date: 8—\“7"}?
A Ss el SHUANEE - s DS G S D




BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPERATION REPORT

Public Water Supply Protection

PROGRAM CODE 169 STATION 11515100 I SUFFOLK COUNTY REPORTING PERIOD : 1999

LOCATION: WELL NO. 4

Did an emergency occur in any part of the water system? yes no %

Source: Ground Water Does the system have a chlorination waiver? ves ____no
CHLORINATION pH
Treated jLiguid Sodum Hypachlorite Free C12 |__ Lime Totalizer -

Day of Water Galions Cl2 use Residual |__ Sodium Daily Totalizer Population Served 3,500

month{ K Gals 65 per 24hrs mg/l Hydroxide 1303031
1 275 60 5 NR NR 1303306 Number of routine sampl 4
2 204 60 [o] NR NR 1303510 {Must collect a minimum of 5 routine samples the month foliowing
3 0 a repeat sampie collection)
4 0 ) .
5 0 60 [o] NR NR 1303510 Number of actual routine samples Z
6 (]
7 [*] 60 0 NR NR 1303510 Does a M&AR violation exist?  yes No__L/
8 505 52 8 0.53 6.2 1304015
9 353 45+ 70 7 0.7 6.2 1304368
10 0 if yes, check reason’s below.
11 0
12 461 110 5 NR NR 1304829| ____ Actual number of samples fewer than required.
13 1 110 [} NR NR 1304830
14 0 110 [+ NR NR 1304920 _____Failure to analyze for E. Cali it there was a positive result f.or
15 [+] 110 o] NR NR 1304920 total coliform from routine, repeat of high turbidity sample.
16 49 110 [+] NR NR 1304969
17 (o] ____Failure to analyze repeat samplas.
18 0 -
19 227 108 2 NR NR 1305136] Does an MCL viclation oxln.’/_@
20 355 100 8 NR NR 1306551
21 375 95 5 NR NR 1305926 If yes, check reason(s} below.
22 424 90 5 NR NR 1306350
23 502 83 7 NR NR 1306852 . Two or more positive totai cotiform samples for systems collecting 40
24 0 or more samples (routine, repeat or hiturb) per month.
25 0
26 149 80 3 NR NR 1307001 ___Positive E. Coli result followed by a positive total coliform repeat sample.
27 1,399 65 15 NR NR 1308400
28 7 60 5 NR NR 1308407 ____Positive total coliform result followed by a positive E. Coli repeat sample.
29 1,191 43 17 NR NR 1309598
30 1,143 30+110 13 NR NR 1310741
N %]

TOT 7.710 105

AVG. 248.71 3.39 No. Days: 31

Aeported b/ym /ZW Date: g\-—?’? ?

o~

Timl(/ﬂ’f&% S‘w;f—:/l—(\ S’C{/ff# /p@{ . Cert. #: &fé‘f @

.




BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPERATION REPORT

Public Water Supply Protection

PROGRAM CODE 169 STATION 11515100 [ SUFFOLK COUNTY ] REPORTING PERIOD : 1999
LOCATION: WELL NO. 6 /
Did an emergency occur in any part of the water system? vyes no
Source: Ground Water Does the system have a chiorination waiver? yes _____no
CHLORINATION pH
Treated {Liquid Sodium Hypochiorite Free CI2 |__ Lime Totalizer
Day of Water Gallons Cl2 use Residual | __ Sodium Daily Totalizer Population Served 3,500
month K Gals 66 per 24hrs mg/l Hydroxide 1160869
1 101 65 1 NR NR 1160970} Number of routine pl Z
2 47 65 Q NR NR 1161017 (Must collect a minimum of 5 routine samples the month following
3 o] HI STEVE!!!! a repeat sample collection}
a4 0
5 51 65 (o] NR NR 1161068 Number of actual routine samples 7
6 ]
7 k3 60 5 NR NR 1161099 Does a M&AR violation exist? ycs___No_/
8 100 60 , o] NR NR 1161199
9 46 60 ] NR NR 1161245
10 ] If yes, check reason's below.
1t 0
12 65 60 4] NR NR 1161310F __ Actual number of samples fewer than required.
13 31 60 4] NR NR 1161341
14 24 60 4] NR NR 1161365 ___Failure to analyze for E. Coli it there was a positive rasuit for
15 20 60/90 0 NR NR 1161385 total coliform from routine, repeat of high turbidity sample.
16 108 145 5 NR NR 116!l§3 l
17 0 ) ____Failure to analyze repest samples.
18 o )
19 119 140 5 NR NR 1161612} Does an MCL violstion .xmrﬁ_@
20 74 140 0 NR NR 11616&6
21 110 138 2 NR NR 1161796  If yes. check reasonis) below.
22 17 137 1 NR NR 1161813
23 79 133 4 NR NR 1161892 ____ Two or mora positive total coliform samples for systems coilecting 40
24 o or more samples {routine, repeat or huturb) per month.
25 0
26 87 133 o] NR NR 1161979 ____Posutive E. Coli result followed by a positive tota! coliform repsat sample.
27 161 130 3 NR NR 1162140
28 80 125 5 NR NR 1162220] ___ Positive total coliform result followed by a positive E. Coli repeat sample.
29 115 122 3 NR NR 1162335
30 78 120 2 NR NR 1162413
3 0
TOT 1.544 36 0
AVG. 49.81 1.16 No. Days: Kk}

Reported bﬁqw 'Date: 5_—'7'-;\?
L tned?]e”C ‘S')é‘?d?/?f Méﬁ/ﬂ( . ch".,:%—éf@




BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPERATION REPORT

Public Water Supply Protection

PROGRAM CODE 169 I STATION 11515100 SUFFOLK COUNTY [ REPORTING PERIOD : 1999
LOCATION: WELL NO. 7
Did an emergency occur in any part of the water system? yes____ no /
Source: Ground Water Does the system have a chlorination waiver? ves ____ no /
CHLORINATION pH
Treated |Liquid Sodium Hypochlorite Free Ci2 [__Lime Totalizer
Day of Water Gatlons Cl2 use Residual | __ Sodium Daily Totalizer’ Population Served 3,500
manth K Gals 113 per 24hrs mg/l Hydroxide 2660108
1 213 110 3 NR NR 2660318 Number of routine samples 'Z
2 147 108 2 NR NR 2660465)  (Must colfect a minimum of § routine samples the month following
3 o a repeat sample collection)
4 0
5 (] 108 0 NR NR 2660465 Numbaer of actual routine samples 2
6 0
7 o] 108 [o] NR NR 2660465 Does a M&GAR violation exist? yu____No_‘/
8 108 102 [ 0.53 6.2 2660573
9 130 100 2 NR NR 2660703
10 0 if yes, check reason's below.
1" o i
12 o] 100 Q NR NR 2660763 ——_ Actual number of samples fewer than required.
13 1 100 ] NR NR 2660704 .
14 1 100 [¢] NR NR 2660705 . _Failure to analyze for E. Coli it there was a positive result for
15 0 100 0 NR NR 2660705 total coliform from routine, repeat of high turbidity sample.
16 28 98 2 NR NR 2660733
17 0 B ____Failure to analyze repeat samples.
18 0 i
19 57 95 3 NR NR 2660790| Does an MCL violation mm/’_é)
20 132 %0 5 NR NR 2660922
21 163 85 5 NR NR 2661085 it yes, check reason(s) below.
22 102 100+ 80 5 NR NR 2661187
23 138 177 3 NR NR 2661325 — Two or more positive total coliform samples for systams collecting 40
24 o or more samples (routine, repeat or hiturb) per month.
25 0 ~
26 88 173 4 NR NR 2553413 _____Positive E. Coli result followed by a positive total coliform repeat sample.
27 465 160 13 NR NR 2661878
28 128 153 7 NR NR 2662006 __Positive atal cotlitorm result followed by a positive €. Coli repeat sample.
29 452 140 13 NR NR 2662458
30 400 124 16 NR NR 2662858
31 0
TO0T 2,753 89 0
AVG. 88.81 2.87 No. Days: k)

1

Reported bvd/? %‘4// ' :Oate: g“? .; ?

‘. ﬂxla”#f[(d}/f?éﬂf YQMU/;O( %Caﬂ. 1 &;é;a
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Public Water Supply Protection

BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPERATION REPORT

PROGRAM CODE 169 l STATION 11515100 l SUFFOLK COUNTY

REPORTING PERIOD : 1999

LOCATION:

WELL NO. 10

Did an emergency occur in any part of the water system? yes no (?

Source: Ground Water Does the system have a chlorination waiver? yes _____no _ &~
CHLORINATION pH
Treated (Liquid Sodium Hypochlorite Free Cl2 | __ Lime Totalizer
Day of Water Gallons Cl2 use Residual | Sodum Daily Totalizer Population Served 3,500
month| K Gals 60 per 24hrs mg/l Hydroxide 684732 -
1 1,038 60 0 NR NR 6857701 N of routine b %
2 1,045 55+120 5 0.8 8.2 686815 {Must collect a mimmum of 5 routine samples the month foilowing
3 0 a repeat sample collection)
4 0
5 3,703 160 15 NR NR 690518 Number of actual routine samples 2
6 0
7 2,665 150 15 0.88 8.2 693183 Does a M&AR violation exist? yes____ No t o
8 1,230 143 7 NR NR 694413
9 1,068 140 3 NR NR 695481
10 Q If yes, check reason’s below.
11 0
12 2,846 122 18 0.42 8.1 698327 ____Actual number of samples fewer than required.
13 1,150 120 2 0.95 7.9 699477
14 913 120 0 0.33 8.1 700390| ____ Failure to anatyze for E. Coli if there was a positive result f;:r
15 338 115 5 NR NR 700728 total coliform from routine, repeat of high turbidity sampie.
16 194 112 3 NR NR 700922
17 0 ____Failure to analyze repeat sampies.
18 0 -
19 324 112 0 0.27 7.9 701246] Does an MCL violstion ozdst?k_&
20 1,743 110 2 NR NR 702989
21 1.773 105 5 NR NR 704762 if yes, check reason(s) below.
22 184 105 0 NR NR 704946
23 0 105 0 NR NR 704946 _____ Two or more positive total coliform samples for systems collecting 40
24 0 or more samples (routine, repeat or hiturb) per month.
25 0
26 [+] 105 o] NR NR 704946 _____Positive E. Coli resuit followed by a positive total coliform repeat sample.
27 0 105 (o] NR NR 704946
28 74 103 2 NR NAR 705020 ___Positrve total coliform result fotiowed by a positive E. Coli repeat sample.
29 4] 103 ] NR NR 705020
30 0 103 0 NA NR 705020
31 0
TOT 20,288 82 0
AVG. 654.45 2.65 No. Days: 31
i
Reported byg’%%/ ~ an(a: g—‘-fvﬁz

. Tm-W/fft’ég f&d‘fé’//f dmy /;0Z

e 1 DSEED |
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BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPE?ATION REPORT

Pubtlic Water Supply Protection

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY REPORTING PERIOD :

1999

LOCATION: WELL NO. 11

sl S22~ o B=F P

. .
5 rmea}ﬁ’/g/ %)6‘/5//}‘ &(/Jé”gy(;04 ;c."...&fé:r@
-

i

v

Did an emergency occur in any part of the water system? yes_ __ no
Source: Ground Water Does the system ha‘ve a chlorination waiver? yes _/
CHLORINATION pH
Treated |Liquid Sodium Hypochiorite Free Ci2 |__Lime Totalizer -

Day of Water Gallons Cl2 use Residual _|__ Sodium Daily Totalizer Population Served 3,500

month| K Gals 110 per 24hrs mg/l Hydroxide 225115
1 Q 110 0 NR NR 225115 Number of routine #
2 0 110 0 NR NR 225115}  (Must collect a3 minimum of 5 routine samples the month following
3 [} a repeat sample collection)
4 0
5 0 110 Q NR NR 225115 Number of actual routine samples ;
6 0
7 159 110 o] NR NR 225274 Does a M&AR violation exist? yes___ No /
8 4 110 Q NR NR 225278
9 66 110 0 NR NR 225344
10 0 If yes, check reasoﬁ's below.
11 0 B
12 (4] 110 0 NR NR 225344| __ _ Actual number of samples fewer than required.
13 2 110 [} NR NR 225346
14 108 110 0 NR NR 225454{ ____ Failure to analyze for E. Cali if there was a positive resuit t:';r
15 586 95 5 0.15 7.8 226040 total coliform from routine, repeat of high turbidity sample.
16 904 92 3 NR NR 226944
17 0 . Failure to analyze repeat samples.
18 0 -
19 3,578 50 42 NR NR 230522 Does an MCL violation cxin?/_’_y
20 0 50 Q NR NR 230522
21 0 50+ 100 [+] NR NR 230522 If yas, check reason(s) below.
22 1,038 140 10 NR NR 231560
23 634 135 5 NR NR 232194f _ Two or more positive total coliform samples for systems collecting 40
24 (] or mora samples (routine, repaeat or hiturb) per month.
25 ]
28 1,434 112 23 NR NR 233628 ____Positive E. Coli result followed by a positive total coliform repeat sample.
27 164 110 2 NR NR 233792
28 1,132 100 10 10 NR . 234924{ ___ Positive total coliform resuit followed by a positive £. Coli repeat sample.
29 0 100 0 NR NR 234924
30 [+ 100 o] NR NR 234924
31 o]

TOT 9,809 100
AVG. 316.42 3.23 No. Days: 31




BROOKHAVEN NATIONAL LABORATORY

WATER SYSTEMS OPERATION REPORT

Pubhc Water Supply Protection

PROGRAM CODE 169 [ STATION 11515100 SUFFOLK COUNTY REPORTING PERIOD : 1999

LOCATION: WELL NO. 12

Did an emergency occur in any part of the water system? yes_____ no___/
Source: Ground Water Does the system have a chiorination waiver? yes __ no _ &
CHLORINATION pH
Treated [Liquid Scdium Hypochlorite Free Ci2 |_ Lime Totalizer

Day of Water Gallons Cl2 use Residual | _ Sodium Daity Totalizer Population Served 3,500

month K Gals 70 per 24hrs mg/ Hydroxide 3994194
1 1.378 60+110 10 0.92 8 3895572] Number of routine sampies 2
2 1,403 160 10 0.7 8 3996975 (Must collect a3 minimum of 5 routine samples the month following
3 0 a repeat sample colfection}
a 0
5 4,526 130 30 0.67 8 4001501 Number of actual routine samples ;
] Q *
7 2,936 110 20 0.5 8.4 4004437 Does 3 M&LAR violation exist? yns___No_/
8 1,413 100 10 0.75 7.6 4005850
9 1,456 90 10 0.56 7.8 4007306
10 0 It yes, check reason's below.
11 0 -
12 4,266 60 30 NR NR 4011572 —— Actual number ot samples fewer than required.
13 1,450 45 15 0.65 8.4 4013022 .
14 1.604 30+110 18 0.71 7.6 4014626 ___Failure to analyze for E. Coli it there was a positive resuit for
15 1,176 138 5 0.68 7.8 4015802 totai coliform from routine, repeat ot high turbidity sample.
16 1,470 128 7 0.55 7.7 4017272
17 0 __Failure to analyze repeat samples.
18 0 i
19 4,369 90 38 0.83 7.9 4021641]  Does an MCL violation uiu?@
20 1,108 80+ 75 10 0.75 7.8 4022749
21 1,106 150 5 0.77 7.6 4023855| If yes, check reason(s) below.
22 1,316 142 8 0.76 7.6 4025171
23 1,471 135 7 0.74 73 4026642 —_ Two or more positive tatal coliform samples for systems collecting 40
24 o] or more samples (routine, repeat or hiturb) per month.
25 0
26 4,232 110 25 0.83 8.3 4030874 _____Posutive E. Coli result followed by a positive total coliform repeat sampie.
27 1,186 100 10 0.66 8.4 4032060
28 1,286 92 8 0.7 8.4 4033346 ___Positive total coliform result followed by a positive E. Coii repeat sample.
29 1,251 80 12 0.85 8.3 4034597
30 1.230 70 10 0.85 7.8 4035827
31 ]

TOT 41,633 295
AVG. 1343.00 3.52 No. Days: 31

el 2 ey
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8/9/99

MONTHLY GALLONAGE REPORT

Pump Data JUL99.XLS

Date Well 4 Well 6 Well 7 Well10 Well11 Well12 Daily Total
1 275 101 213 1,038 0 1,378] 3,005
2 204 47 147 1,045 0 1,403 2,846
3 0 o 0 0 0 0 0
4 0 0 0 0 0 o] 0
5 0 51 0 3,703 0 4,526 8,280
6 0 o} 0 0 0 0 0
7 0 31 0 2,665 159 2,936 5,791
8 505 100 108 1,230 4 1,413 3,360
9 353 46 130 1,068 66 1,456 3,119
10 0 0 0 0 0 0 0
11 0 0 Ol -- .. 0 0 0 0
12 461 65 0| - 2,846 0 4,266 7.638
13 1 31 1. 1,150 2 1,450 2,635
14 a0 24 1 913 108 1,604 2,740
15 0 20 0 338 586 1,176 2,120
16 49 108 28 194 904 1,470 2,753
17 0 0 0 0 0 0] 0
18 0 0 0 0 0 0 0
19 227 119 57 324 3,578 4,369 8,674
20 355 74 132 1,743 0 1,108 3,412
21 375 110 163 1,773 0 1,106 - 3,627
22 - 424 17 102 184 1,038 1,316 3,081
23 502 79 138 0 634 1,471 2,824
24 0 0 0 0 0 0 0
25 0 0 ol - 0 0 (o] 0
26 149 87 88 0 1,434 4,232 5,990
27 1,399 161 465 0 164 1,186 3,375
28 7 80 128 74 1,132 1,286 2,707
29 1,191 115 452 0 0 1,251 3,009
30 1,143 78 400 0 0 1,230 2,851
31 0 0 0 0 0 0 0
Total 7.710 1,544 2,753 20,288 9,809 41,633 83,737
Totalizer Totalizer Total{x1,000)

This Month Last Month Gallons
Well 4 1,310,741 1,303,031 7.710
Well 6 1,162,413 1,160,869 [ 1,644
|
Well 7 2,662,858 2,660,105 | 2,753
Well 10 705,020 684,732 l 20,288
Well 11 234,924 225,115 9,809
Well 12 4,035,827 3,994,194 i 41,633
AGS Water Supply Meter 38,530] 16,308 i 22222.00
| _ |
Medical Reactor - Well 105 4,584,518| 4,329,155 255.36
' |

Biology Building - Well 9 5,281,67’?‘ 5,199,520 82.15




H2M LADS. INT.

BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY RQOSS

70 BELL AVE.

UPTON, NY 11973

575 Broad Hollow Road, Melville, N,Y, 11747
(515)694-3040 FAX:(516)420-8436

NYSDOH {0+ 10478 NO: 9979232

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... DISTRIBUTION

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1050 HRS. LOCATION: B-42 WATE  TOWER

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...vosvn. 5111891
PARAM=TER (S) RESULTS UNITS LIMIT
TOTAL COLIFORM BACT. negative =----- negative
E. COLI. absent ----- absent
CALCIUM 6.2 mg/1
CHLORINE RESIDUAL 0.7 mg/l
SPECIFIC CONDUCTIVITY 142 wumhos/cm
PH 7.5 units
TOTAL "ALKALINITY 40.8 mg/1
FIELD TEMP. FARENHEIT 62 °F

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR

ORIGINAL

DATE ISSUED 08/04/939

ot

S 0096



. ‘ 575 Broad Hollow Road, Melville, N.Y. 11747
° e (516)694-3040 FAX: (516)420-8436 NYSDOH 104 10478

LAB NO: 9919233

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... DISTRIBUTION

UPTON, NY 11973

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1100 HRS. LOCATION: B-363 APARTMENT LAUNDRY
DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

PARAMETER (S) RESULTS UNITS LIMIT

TOTAL COLIFORM BACT. negative =-—=-- negative
E. COLI. absent ----- absent
CALCIUM 11.6 mg/1

CHLORINE RESIDUAL 0.5 mg/l

SPECIFIC CONDUCTIVITY 138 umhos/cm

PH 7.6 units

TOTAL ALKALINITY 32.3 mg/1

FIELD TEMP. FARENHEIT 62 °F

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR DATE ISSUED 08/05/99

ORIGINAL




H2M LAES, INC.

BROOKHAVEN NATIONAL LAB.-BNLM

S. SCARPITTA/TONY ROSS

70 BELL AVE.
UPTON, NY 11973

575 8road Holiow Road, Melville, M.Y. 11747
(516)694-3040 FAX:(516)420-8436 NYSDOH ID# 10478

LAB NO: 9919234

TYPE...... POTABLE WATER
F2UTINE
ORIGIN.... [ STRIBUTION

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1030 HRS. LOCATION: B-490 BLOCK 11

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS :

FED-ID..cceesses 5111891
PARAMETER (S) RESULTS UNITS LIMIT
TOTAL COLIFORM BACT. negative ----- negative
E. COLI. absent —-—~=- absent
CHLORINE RESIDUAL 0.5 mg/1

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR

ORIGINAL

DATE ISSUED 08/04/99

MMR



E lQ/ ‘ ‘ LABS INC 575 Broad Hollow Road, Melville, N.Y. 11747
'S a0 : " .
9 ® (S75)694-3040 FAX:(516)420-8436 NYSDOH 1D# 10478 NO: 9919235

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTY/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... DISTRIBUTION

UPTON, NY 11973

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1040 HRS. LOCATION: B-490 OUTPATIENT CLINIC

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID.vevennns 5111891
PARAMETER (S) RESULTS UNITS LIMIT
TOTAL COLIFORM BACT. negative ----- negative
E. COLI. absent ----- absent
CHLORINE RESIDUAL 0.5 mg/1l

-~ Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR DATE ISSUED 08/04/99

MMR

CRIGINAL



H2M LADS, INC,

BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.

UPTON, NY 11973

ORIGIN....

575 Broad Hollow Road, Meiville, N.Y. 11747
{S161694-3040 FAX:(516)420-8436

NYSOOH 104 10478

LAB NO: 9919236

...... POTABLE WATER

ROUTINE

DISTRIBLTION

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1105 HRS. LOCATION: B-640 WATER TOWER

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS ¢

FED-ID:veicaeane 5111891
PARAMETER (S) RESULTS UNITS LIMIT
TOTAL COLIFORM BACT. negative ----- negative
E. COLI. absent ----- absent
CALCIUM 5.4 mg/1
CHLORINE RESIDUAL 0.6 mg/l
SPECIFIC CONDUCTIVITY 140 umhos/cm
PH 7.5 units
TOTAL ALKALINITY 38.9 mg/l
FIELD TEMP. FARENHEIT 62 °F

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR

ANIIRAL

DATE ISSUED 08/04/99

/> S



HQM ABS INQ 575 Broad ol ov Poad, Melville, K.Y, L1747
I 516)€94-2040 FAX: (516)420-
° e (516)¢ (516)421-8436 NYSDOH [D# 10478 NO: 9919237

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... DISTRIBUTION

UPTON, NY 11973

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1050 HRS. LOCATION: B-930 LINAC

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK39 REMARKS:

FED-ID......... 5111891
PARAMETER (S) RESULTS UNITS LZ.IIT
TOTAL COLIFORM BACT. negative -—---- negative
E. COLI. absent —=--- absent
CHLORINE RESIDUAL 0.5 mg/1

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR DATE ISSUED 08/04/99

M GETTOR
ORIGINAL N4 0



!_.‘QM ABS lNC 575 Broad Hollow Road, Melville, N.Y. 11747
. l 516)694- 3040 FAX:(516)420-8436 NYS 1
L) ° (516) (S16)420-8436  NYSDOH 104 10478 | b wO: 9919238

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... DISTRIBUTION

UPTON, NY 11973

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1020 HRS. LOCATION: B-1005 RHIC

DATE RECEIVED.. 07/08, 39

COLLECTED BY... JK99 REMARKS::

FED-ID...eeu.onn 5111891
PARAMETER (S) RESULTS UNITS LIMIT
TOTAL COLIFORM BACT. negative =——--—- negative
E. COLI. absent -—--—-- absent
CHLORINE RESIDUAL 0.5 mg/1

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: Ak DATE ISSUED 08/04/99

ORIGINAI P



MZM [AB&S IN&;‘ (51F)694-3040 Fu:(51é)420-§435' NYSDOH [D# 10478 LAB NO:

BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.

UPTON, NY 11973

S7S Broad Hollow Road, Melville, K.Y, 11747

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... DISTRIBUTION

9239

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1020 HRS. LOCATION: DUPLICATE

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...co.... 5111891
PARAMETER (S) RESULTS UNITS LIMIT
TOTAL COLIFORM BACT. negative -——--- negative
E. COLI. absent —----- absent
CHLORINE RESIDUAL 0.5 mg/1

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR

DATE ISSUED 08/04/99

ORIGINAL

S 010(3



ATTACHMENT II

Brookhaven National Laboratory
Potable Water Supply

July 1999 Biweekly Water Quality Monitoring Data for BNL Well Water Samples,
and 1999 Third Quarterly Water Quality Data for the BNL Distribution System;



Attachment I1
Table 1

Summary of Water Quality Analyses
for the BNL Potable Water System

July 1999
Sample Location | Sample Date | pH |- Temp. Degree F | Conductivity | Alkalinity | Calcium
WTP 7/01/99 7.8 63 133umhos NR NR
WTP 7/08/99 7.1 65 133 umhos NR NR
WTP 7/13/99 8.4 64 163 umhos NR NR
WTP 7/15/99 8.2 63 178 umhos NR NR
WTP 7/20/99 8.1 64 154 umhos NR NR
WTP 7/22/99 8.0 64 115 umhos NR NR
WTP 7/27/99 8.0 58 144 umhos NR NR
WTP 7/29/99 7.9 58 141 umhos NR NR
Well 10 7/13/99 7.9 56 186 umhos NR NR
Well 11 7/15/99 7.8 55 246 umhos NR NR
Well 12 7/01/99 8.0 56 152 umbhos NR NR
Well 12 7/08/99 7.6 56 157 umhos NR NR
Well 12 7/13/99 8.4 56 161 umhos NR NR
Well 12 7/15/99 7.8 56 165 umhos NR NR
Well 12 7/20/99 7.8 56 155 umhos NR NR
Well 12 7/22/99 7.6 56 148 umhos NR NR
Well 12 7/27/99 8.4 56 162 umhos NR NR
Well 12 7/29/99 8.3 56 159 umhos NR NR
Bldg. 640 7/8/99 7.5 62 140 umhos 38.9 mg/L 5.4 mg/L
Bldg. 363 7/8/99 7.6 62 138 umhos 32.3 mg/L 11.6 mg/L
Bldg. 49 7/8/99 7.5 62 142 umhos 40.8 mg/L 6.2 mg/L

NR - Analysis Not Required or Not Reported
WTP: Water Treatment Plant
Note: 1. Field parameters are only conducted for facilities that are in operation on the day of

measurement




ATTACHMENT III

Brookhaven National Laboratory
Potable Water Supply

1999 Third Quarter Radiological Analyses for Well Water Samples and
Second Quarter Strontium-90 Data for Well Water Samples

Summary of Radiological Results for the
BNL Potable Water Wells

1999 Third Quarter Monitoring Results
Second Quarter Sr-90 Data

Sample Date Well Gross Alpha Gross Beta Tritium Sr-90
ID pCV/L pCi/L pCi/L pCi/L
7/27/99 4 <0.8 <2.1 <319 <2
7/27/99 6 0.9 7.9 <319 2.74
7127199 7 <0.8 <2.1 <319 <2
7/27/99 10 <0.8 2.64 <319 <2
7/27/99 11 <0.8 <21 <319 <2
7/27/99 12 <0.8 2.8 <319 <2
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C.0.C. Number
99072712

Analyzed by: Robert R. Gaschott

Brookhaven National Laboratory
Safety and Environmental Protection Division
Radiological Analysis Laboratory

GAMMA RESULTS

Reviewed by: RRG 8/8/99
Nuclide Activity 1-Sigma
Sample I.D. Name uCi/mL % Error

99072712-01

There are no nuclides meeting the summary criteria

99072712-02

There are no nuclides meeting the summary criteria

99072712-03

There are no nuclides meeting the summary criteria

99072712-04

There are no nuclides meeting the summary criteria

99072712-05

There are no nuclides meeting the summary criteria

99072712-06

There are no nuclides meeting the summary criteria

99072712-07

There are no nuclides meeting the summary criteria




GENERAL ENGINEERING LABORATORIES

Meeting today's needs with a vision for tomornny,

Clicnt: Brookhaven National Laberatory
Building 535A
Upton, New York 11973-5000
Contact: Dir. Sal Scarpitta
Project Description: Radialogical Analysis
cc: BRKL00398 Report Dales  July 26, 1999 Page 1 ofl
) Sample ID : 043-400-990423-10 WELL#4 o
LabiD : 904843-01
Matrix : Ground 120
Date Collecied 1 0V23/99
Date Received : 04/28/99
Prionity ¢ Routine
Collector : Client
Parameter Qualifier Resuit DL RL Units DF Ann‘l'y;l Dal: -Tlme Baich M
Radlvlogleal
Strontium 90 - 2 items '
Strontium-90 u 0.3R9 +/-0263 0410 200 pCi/lL. 1.0 JAL 05/08/M9 0632 147895 1
Weight of Sample, Sr-50 4.90 mg
M = Method Methot-Deseription o
Mi EPL A-004
Notes:

The qualifiers in this report are defined as follows:

ND indicales that the analyte wus pot Jetected ot a concentralion greater than the detection limit.
J indicates presence of analyie ot a concentrition less than the reponting limit (RL) and greater than Lhe detection limit (DL).
U indicates that the analyte was not detected at a concentration greater than the detection limit
* indicalcs that a quality control analyte recovery is outside uf specified acceptance criteria,

g

This data report has been prepared and reviewetl

Revicwed By

P O Box 30712 - Charleston, SC 29417 » 2040 Savage Roal « 20407 mmllm}mmm[mm“m"“mm" mmﬂ

(B43) 556-4171 « Fax (R43) 766-1178 +9004843-01*
e’ Ihinnal vn recygled paper.



JUL-27-1900TCEr (208 GENERAL EXGINEERISG LB

Meeting today's needs with a vision fur tumarrny.

(FALIBAS 706 1178

GENERAL ENGINEERING LABORATORIES

Client: Brookhaven National Laburitory
Building 535A
Uplon, New Yark 119735000
Contact: Dr. Sai Scarpita
Praject Description: Radiologieal Analysis
cc: BRKL.00398 Report Date:  July 26, 1999 Page 1 of 1
Sample 1D : 083-400-990473-11 WELL#4
LabID £ 990484302
Matrix : GroundH20
Date Collected 1 0472399
Daic Received : 0:4/2899
Prionity : Routine
Colleclor : Client
Parameter Quallfier Resuit DL RL Units DF Analyst Date 7Time Batch M
Radialogical
Strontisum 90 - 2 items
Strontivm-90 U 0.185 H-0.278 0446 200 pCi/lL. 1.0 JAL 05/08/99 0632 147895 1
Weight of Samplc, 5:-90 490 mg
M = Methnd Method-Deseription
M1 EP] A-004
Notes:

The qualifiers in this rcport are defined as fallows:
ND indicates that 1he analyic was not detected at a concentration greaier than the delection limit,

J indicales presence of analyte at a concentration less than the reporing limit (KL) and greater than the detection limit (DL).

U indicalcs that the analyt= was nol delected at a concentration greater than the deteclion limit.
* indicates that a quality control analyie recovery is outside of specificd acceptance criteria.

This data report has been prepared and reviewed

in accordance with General Enginecring u?bomwriu
standard operaling procedures. P

! ct .
any qucstions Lo your Project yd?g . NangyStater at (843) 556-8171.
4

/

Reviewed By /

P O Box 30712 » Charlcston, SC 29417 = 2040 Suvage Roud » 29407
(B43) 556-8171 » Fax (843) 766-117H

"5 I'rimed on reryched paper.

IR

*9904443-02*



GENERAL ENGINEERING LABORATORIES

Meeting today's needs with u vision for lomornmy.

Clicnt: Bruoklven National Labortory
Building 535A
Upton, New York 11973-5000
Contact: Dr. Sal Scarpina
Project Description: Radiological Anulysis
cc: BRKLOO398 Report Date:  July 26, 1999 Page ol
Sample (D : 093-400-990423-10 WELL#6
Lab D : 5904843.03
Matriz : GrundH20
Date Collecied : 04/23/99
Date Received : D4/28/99
Priority : Routine
Collecwr ; Client
Parameter Qualifier Result . DI. RL Uniis DF Analyst Date 7TIme Batch M
Radiological o
Stroatinm 50 - 2 items
Stontium-50 274  +/-0.489  0.652 2.00 pCi/L 1.0 JAL 05/13/9 1218 147895 |
Weight of Sample, Sr-90 28.7 mg
M = Method Method-Description N
Mt EP A-004
Notes:

The qualifiers in this repont are delined as follows:

ND indicates that the analyte was not deietted at a concentration greater than the detection lirhit.

J indicates presence of analyte at u conceniration Jes than the reponing limit (RL) and greater than the detection limit (DL).
U indicates that thie analyie was not detected at a concentration greater than the detection Jimit.

* indicates that a quality control analyte recovery i outsive of specified accepiance eniteria,

This data report has heen prepared and reviewad
in sccordance with General Engincering
standard operating procedures. Please dj
any questions to your Project Mn?g ’ N

/

Slater atRe5) 556-8171.

Reviewed By /

1 sox 212+ Cotnn. 5 29817 « 2000 ge st 20000 ANABIEEANRANN

(B43) 556-8171 « Fax (543) 766-1178 “9904843-03*
ﬁ Pl on recycled poper.



JUL-27-19901TCEr [1:0% GENERAL ENGINEERING LAF (1843 706 1179 2. 005

GENERAL ENGINEERING LABORATORIES

Meeting touday's needs with a vision for tamarrow,

Client: Brookhaven National Laboratory
Building 535A
Upton, New York 11973-5000
Contact; Dr. 5a] Scamitta
Project Deseription: Rudiulogical Analysis
¢c; BRKLOOJ9R Report Daig:  July 26, 1999 Page loll
JULliNG 1A/ - . 4 NPT TNV S A MI TV Aid AN N « - ——
Lab- {D 1™ « BOOAR¥L Q4710 W T #7
Matrix : GroundH20
Pute Collected : 0423799
Dale Received : DA728/99
Priority : Routine
Callector : Client
Parameter Qualifier Result DL RL Unils DF Analyst Dute  Time Batch M
Radiclogical
Strontium 90 - 2 ilems
Suvntium-90 U -0.00267 +- 0398  0.596 200 pCiflL 1.0 JAL QS5/04/99 1014 147893 |
Weight of Sample, Sr-90 3.20 my
M = Methad Method-Descriplion N
M1 EPI A-004
Notes:

The qualiliers in this repart are defined as follows:

ND indicates that the analyte was not detected at a concentradun greater than the detectian limnit.

I itdicates presence of analyle at a concentration less than the reporting Limit (RL) and greater than the detection limit (DL).
U indicates that the analytc was not detected at a concentration greater thun the detection limit

* indicates that a quality control analyte recovery is outside of specificd acceplance ctiteria.

This dutu report hius been prepared and reviewed

Reviewed By

s 071 oo sc 2517 - 00 5omge - | |NNM AT

L -

ﬂ Printexd on iceyeled paper.



GENERAL ENGINEERING LABORATORIES

Merting todny's needs with a vision for iumornny,

Client: Brookhaven National Laboratory
Building 535A
Upton, New York 11973-5000
Contact: Dr. Sal Scarpita
Praject Description: Radiological Analysis
cc: HRKL00398 Report Date:  July 26, 1999 Page lofl
Sampie 1D : 056-400-990423-10 WELL¥1 | S
LabID £ Y904843-05
Maurix : GroundH20
Dale Collecied : 04/23/99
Date Received : 04/28/99
Priority , : Routine
Collector s Client
Parameter Qualifier Resull DL RL Unltsv DF Analyst Date Time Datch M
Rudiolagical
Stronrium 90 - 2 jtems
Strontium-9Q U 0352 +-0262 0382 2.00 pCi/L 1.0 JAL 05/08/99 1014 147895 1
Weight of Samplc. Sr-90 4.30 mg
M=Msthed Method-Description ‘ .
M1 - EPI A-004
Noies:

The gqualifiers in this repuct are definad as follows:

ND indicales that the analyte was not detecicd at a concentration preater than the detection litit,

1 indicutes presence of naulyie al 3 concentration less than the reporting limit (RL) and greater than the deteetion limit (DL).
U indicates thal the anaiytc was not detected at u concenteation greater than the detection Timit.

* indicates that a quality cantrol analyte recovery is outside of specificd accepance criteria.

This data report has been preparcd and reviewed

in accordance with General Engineering Laboratorics
standard operating procedures. Pleise di

any tyuestions to your ijcyM?/{:

Reviewed By (

ancy Slater at (843) 556-8171.

00 o 012 oo, 52617 » 3 smee o 2o | NNHATREAUL AN

(843) 556-8171 + Fax (843) T66-1 178 *9904843.05*
é" Printel on recycled paper.



ATTACHMENT 1V

Brookhaven National Laboratory
Potable Water Supply

1999 Annual Inorganic Analyses and Third Quarter Bacteriological Results for Well
Water Samples, Semi-Annual Inorganic Analyses for the BNL Distribution System;



TN B AH0e MINY o (isisieumin Fasiibioyis aiss” ‘o 1o 10470

LAB NO: 99'9241

BROOKHAVEN NATIONAL LAB.-BNLM TZPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... DISTRIBUTION

UPTON, NY 11973

DATE COLLECTED. 07/08/939 POINT NO:

TIME COLLECTED. 1010 HRS. LOCATION: B-185 MENS ROOM

OATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...cceunn 5111891
PARAMETER (S) RESULTS UNITS LIMIT
ARSENIC <3.0 ug/1l 50.0
BARIUM <0.20 mg/1 2.0
BERYLLIUM <3.0 ug/l 4.0
CADMIUM <5.0 ug/1l 5.0
CHLCRIDE 17.9 mg/l 250
TOTAL CYANIDE <10.0 ug/1l
COLOR <5 units 15 -
SPECIFIC CONDUCTIVITY . 128 umhos/cm
CHROMIUM <0.01 mg/1 0.10
FLUORIDE <0.10 mg/l 2.2
IRON 0.03 mg/1 0.30
MERCURY : <0.20 ug/l 2.0
DETERGENTS (MBAS) <0.08 mg/1l
MANGANESE <0.01 mg/1 g.30
SODIUM 21.2 mg/l
AMMONIA (AS N) <0.05 mg/1
NICKEL <0.04 mg/1 0.10
NITRITE (AS N) <0.10 mg/1 1.0
NITRATE (AS N) 0.38 mg/1l 10.0
ODOR 0 units 3
LEAD <1.0 ug/l {15.0]
PH 7.2 units
ANTIMONY <5.9 ug/1 6.0
SELENIUM <5.9 ug/l 50.0
SULFATE 10.1 mg/1l 250
THALLIUM <1l.3 ug/l 2.0
ZINC = <0.02 mg/1 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.
- Result(s) Reported meet(s) [USEPA action level] for potable water.

COPIES TO: AR DA SSUED 08/04,/9¢9

EABORATORY DIRECTOR
ORIGINAL



BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.

UPTON, NY 11973

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0940 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED~ID......... 5111891

ORIGIN....
WELL TYPE.

POINT NO:
LOCATION: WELL #4

REMARKS:

575 Broad Hollow Road, Melville, N.Y. 11747
(516)694-304) FAX:(516)420-8436

NYSDOH (D4 10478

LAB NO: 9919222

POTABLE WATER

PARAMETER (S)

PERCHLORATE(SEE ATTACHED)
ARSENIC
BARIUM
TOTAL COLIFORM BACT.
E. COLI.
BERYLLIUM
CADMIUM
CHLORIDE
TOTAL CYANIDE
COLOR
SPECIFIC CONDUCTIVITY
CHROMIUM
FLUORIDE
* IRON
MERCURY
DETERGENTS (MBAS)
MANGANESE
SODIUM
AMMONIA (AS N)
NICKEL
NITRITE (AS N)
NITRATE (AS N)
ODOR
LEAD
PH
ANTIMONY
SELENIUM
SULFATE
THALLIUM
ZINC

RESULTS UNITS

<4.0 ug/1
<3.0 ug/l
<0.20 mg/1
negative -----
absent -----
<3.0 ug/l
<5.0 wug/1
12.6 mg/l
<10.0 wug/l
30 units

69 umhos/cm

<0.01 mg/1
<0.10 mg/1
*1.7 mg/l
<0.20 ug/1
<0.08 mg/1
0.22 mg/1
9.7 mg/l
<0.05 mg/1l
<0.04 mg/1
<0.10 mg/1
0.25 mg/1
0 units
1 ug/l
2 units
.9 ug/l
0 ug/l
8 mg/l
<1.9 ug/l
<0.02 mg/1

LIMIT

50.0
2.0

negative
absent

4.0
5.0
250

15

1 -~ Result(s) marked * exceed(s) NEW YORK STATE/USEPA limits for potable water.

- Result(s) Reported meet(s) [USEPA action level] for potable water.

COPIES TO:

ORIGINAL

DA SSUED 08/04/99

ABORATORY DIRECTOR

S 00N
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BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTZ /TONY ROSS
70 BELL AVE.

UPTON, NY

11573

ORIGIN....
WELL TYPE.

"7 LAB NO: 9919223

POTABLE WATER

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0910 HRS. LOCATION: WELL 46

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS :

FED-ID.:eeeesns 5111891
PARAMETER (S) RESULTS UNITS LIMIT
PERCHLORATE(SEE ATTACHED) <4.0 ug/1
ARSENIC <3.0 ug/l 50.0
BARIUM <0.20 mg/1 2.0
TOTAL COLIFORM BACT. negative ----—- negative
E. COLI. absent -—---- absent
BERYLLIUM <3.0 ug/l 4.0
CADMIUM <5.0 ug/l 5.0
CHLORIDE 14.6 mg/l 250
TOTAL CYANIDE <10.0 ug/l
COLOR 60 units 15
SPECIFIC CONDUCTIVITY 72 umhos/cm
CHROMIUM <0.01 mg/l 0.10
FLUORIDE <0.10 mg/1 2.2

* TRON *4.4 mg/l 0.30

MERCURY <0.20 ug/1 2.0
DETERGENTS (MBAS) <0.08 ag/l
MANGANESE 0.10 mg/1 0.30
SODIUM 9.6 mg/l
AMMONIA (AS N) <0.05 mg/1
NICKEL 0.08 mg/1 0.10
NITRITE (AS N) <0.10 mg/l 1.0
NITRATE (AS N) 0.27 mg/l 10.0
ODOR 0 units 3
LEAD <1.0 ug/l [15.0]
PH 6.2 units
ANTIMONY <5.9 ug/1l 6.0
SELENIUM <5.0 ug/l 50.0
SULFATE 9.1 mg/l 250
THALLIUM <1.9 ug/1l 2.0
ZINC <0.02 mg/1 5.0

1 - Result(s) marked * exceed(s) NEW YORK STATE/USEPA limits for potable water.

- Result(s) Reported meet(s)

COPIES TO:

[USEPA actio:. level]

ORIGINAL

for potable water.

DA SSUED 08/04/93

ABORATORY DIRECTOR

S 00855



H2M B AELS, INC. st v
Li 516)694-3040 FAX: (516)420-8
® b (s16) (516)420-8436  NYSDOH 1D# 10478 5919224

LAB NO:

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER

S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: WELL #7

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...voevenns 5111891
PARAMETER (S) RESULTS UNITS LIMIT
PERCHLORATE( SEE ATTACHED) <4.0 wug/l
ARSENIC <3.0 ug/l 50.0
BARIUM <0.20 mg/1 2.0
TOTAL COLIFORM BACT. negative ~---- negative
E. COLI. absent ----- absent
BERYLLIUM <3.0 ug/l 4.0
CADMIUM <5.0 ug/1l 5.0 -
CHLORIDE 21.4 mg/l 250
TOTAL CYANIDE <10.0 ug/1
COLOR <5 units 15
SPECIFIC CONDUCTIVITY 97 umhos/cm
CHROMIUM <0.01 mg/1 0.10
FLUORIDE <0.10 mg/1 2.2

* TRON *0.7 mg/l 0.30

MERCURY <0.20 ug/1 2.0
DETERGENTS (MBAS) <0.08 mg/1
MANGANESE 0.05 mg/1 0.30
SODIUM 14.6 mg/1
AMMONIA (AS N) <0.05 mg/1
NICKEL <0.04 mg/1 0.10
NITRITE (AS N) <0.10 mg/1 1.0
NITRATE (AS N) 0.34 mg/1 10.0
ODOR 0 units 3
LEAD <1.0 ug/1l (15.0]
PH 6.2 units
ANTIMONY <5.9 ug/l 6.0
SELENIUM <5.0 ug/1 50.0
SULFATE 11.3 mg/1 250
THALLIUM <1.9 ug/1 2.0
ZINC <0.02 mg/1 5.0

1 - Result(s) marked * exceed(s) NEW YORK STATE/USEPA limits for potable water.
- Result(s) Reported meet(s) [USEPA action level] for potable water.

COPIES TO: DA SSUED 3:8/04/99

ABORATORY DIRECTOR
ORIGINAL S 0087
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" LAB NO: 9919225

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER

S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: WELL #10-RAW

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891
PARAMETER (S) RESULTS UNITS LIMIT
PERCHLORATE(SEE ATTACHED) <4.0 ug/l
ARSENIC <3.0 wug/1 50.0
BARIUM <0.20 mg/1l 2.0
TOTAL COLIFORM BACT. negative ----- negative
E. COLI. absent —-=--- absent
BERYLLIUM <3.0 ug/l 4.0
CADMIUM <5.0 wug/l 5.C
CHLORIDE 15.0 mg/l 250
TOTAL CYANIDE <10.0 ug/1
COLOR <5 units 15
SPECIFIC CONDUCTIVITY 93 umhos/cm
CHROMIUM <0.01 mg/1l 0.10
FLUORIDE <0.10 mg/1 2.2
IRON <0.02 mg/1 0.30
MERCURY <0.20 ug/1 2.0
DETERGENTS (MBAS) <0.08 mg/l
MANGANESE <0.01 mg/1 0.30
SODIUM 12.4 mg/l
AMMONIA (AS N) <0.05 mg/1l
NICKEL <0.04 mg/1l 0.10
NITRITE (AS N) <0.10 mg/1l 1.0
NITRATE (AS N) 0.56 mg/l 10.0
ODOR 0 units 3
LEAD <1.0 ug/1 [15.0]
PH 6.3 units
ANTIMONY <5.9 ug/l 6.0
SELENIUM <5.0 ug/l 50.0
SULFATE 11.4 mg/l 250
THALLIUM <1.9 wug/l 2.0
ZINC 0.02 mg/l 5.0

-~ Result(s) Reported meet(s) NEW YORK STATE/USEPA

- Result(s) Reported meet(s)

COPIES TO:

(USEPA action level]

ORIGINAL

limits for potable water.
for potable water.

SSUED 08/04/99

DA
%BORATORY DIRECTOR

S G0K9



575 Broad Hollow Road, Melville, N.Y. 11747
(516)694-3040 FAX:(516)420-8436  NYSDOH [D# 10478

H2M LALS, IRC.

LAB NO: 9919226

BROOKHAVEN NATIONAL LAB.-BNLM TIPE...... POTABLE WATER

S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0930 HRS. LOCATION: WELL #l1-RAW

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...ceunvwn 5111891
PARAMETER (S) RESULTS UNITS LIMIT
PERCHLORATE(SEE ATTACHED) <4.0 wug/l
ARSENIC <3.0 ug/1 50.0
BARIUM <0.20 mg/1 2.0
TOTAL COLIFORM BACT. negative ----- negative
E. COLI. absent ----- absent
BERYLLIUM <3.0 ug/l 4.0
CADMIUM <5.0 wug/1l 5.0
CHLORIDE 20.6 mg/l 250
TOTAL CYANIDE <10.0 wug/l
COLOR <5 units 15
SPECIFIC CONDUCTIVITY 105 umhos/cm
CHROMIUM <0.01 mg/l 0.10

' FLUORIDE <0.10 mg/1 2.2

IRON <0.02 mg/1 0.30
MERCURY <0.20 ug/1 2.0
DETERGENTS (MEAS) <0.08 mg/1l
MANGANESE <0.01 mg/1 0.30
SODIUM 12.9 mg/l
AMMONIA (AS N) <0.05 mg/l
NICKEL <0.04 mg/1 0.10
NITRITE (AS N) <0.10 mg,'1l 1.0
NITRATE (AS N) 0.59 mg/1 10.0
ODOR 0 units 3
LEAD <1.,0 ug/1l {15.0]
PH 6.3 units
ANTIMONY <5.9 ug/l 6.0
SELENIUM <5.0 ug/l 50.0
SULFATE 13.0 mg/l 250
THALLIUM <1.9 ug/l 2.0
ZINC <0.02 mg/1 5.0

- Result(s) Reported meet(s) NEW YORK STATZI/USEPA
- Result(s) Reported meet(s)

COPIES TO:

[USEPA action level]

limits for potable water.
for potable water.

DA SSUED 08/04/99

ABORATORY DIRECTOR

ORIGINAL < ONa4



WALE DN N DA
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(514)694-3040 FAX:(516)420-8436

wots 11747
NYSDOH {D# 10478

v PRI I,

LAB NO: 19228

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER

S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0930 HRS. LOCATION: WELL #12-RAW

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...covevn 5111891
PARAMETER (S) RESULTS UNITS LIMIT
PERCHLORATE(SEE ATTACHED) <4.0 ug/l
ARSENIC <3.0 ug/1 50.0
BARIUM <0.20 mg/1 2.0
TOTAL COLIFORM BACT. negative -—--- negative
E. COLI. absent ----- absent
BERYLLIUM <3.0 ug/1 4.0
CADMIUM <5.0 ug/1 - 5.0
CHLORIDE 14.8 mg/l 250
TOTAL CYANIDE <10.0 wug/l
COLOR <5 units 15
SPECIFIC CONDUCTIVITY 86 umhos/cm
CHROMIUM <0.01 mg/1 0.10
FLUORIDE <0.10 mg/1 2.2
IRON 0.05 mg/1 0.30
MERCURY <0.20 ug/1 2.0
DETERGENTS (MBAS) <0.08 mg/1l
MANGANESE <0.01 mg/1 0.30
SODIUM 11.7 mg/1
AMMONIA (AS N) <0.05 mg/1
NICKEL <0.04 mg/1 0.10
NITRITE (AS N) <0.10 mg/l 1.0
NITRATE (AS N) 0.40 mg/1 10.0
ODOR 0 units 3
LEAD <1.0 ug/l {15.0]
PH 6.4 units
ANTIMONY <5.9 ug/l 6.0
SELENIUM <5.0 ug/1l 50.0
SULFATE 10.0 mg/l 250
THALLIUM <1.9 ug/l 2.0
ZINC <0.02 mg/1 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA
{USEPA action level]

~ Result(s) Reported meet(s)

COPIES TO:

ORIGINAL

limits for potable water.
for potable water.

DA SSUED 08/04/99

ABORATORY DIRECTCR

« FaX o Yrm.



ATTACHMENT V

Brookhaven National Laboratory
Potable Water Supply

1999 Third Quarter Principal Organic Compound Analyses for Well Water Samples
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(516)694-

\ . dingd
3040 FAX:(516)420-8436  KYSDOH ID# 10478

LAB NO: 9919240

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER

S. SCARPITTA/TONY ROSS RQUTINE

70 BELL AVE. ORIGIN.... DISTRIBUTION

UPTON, NY 11973

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 1000 HRS. LOCATION: BUILDING 624-WTP

DATE RECEIVED.. 07,/08/99

COLLECTED BY... JX99 REMARKS :

FED=ID..vvvnnn. 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE  <0.5 5.0 1,2, 3-TRICHLOROPROPANE <0.5 5.0
CHLOROMETHANE <0.5 5.0 2~-CHLOROTOLUEYE <0.5 5.0
VINYL CHLORIDE <0.5 2.0 4-CHLOROTOLUENE <0.5 5.0
BROMOMETHANE <0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
CHLOROETHANE <0.5 5.0 P~DICHLOROBENZENE <0.5 5.0
FLUOROTRICHLOROMETHANE <0.5 5.0 0-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1;2,4-TRICHLOROBENZENE <9.5 5.9
METHYLENE CHLORIDE <0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS-1,2-DICHLOROETHENE <0.3 5.0 1,2, 3-TRICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2,2-DICHLOROPROPANE <0.5 5.0 ETHYLBENZENE <0.5 5.0
BROMOCHLOROMETHANE <0.5 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM 2.4 50 1, 4-XYLENE <0.5 5.0
1,1, 1-TRICHLOROETHANE <0.5 5.0 1,2-XYLENE <0.5 5.0
CARBON TETRACHLCRIDE <0.5 5.0 STYRENE <0.5 5.0
1, 1-DICHLOROPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLOROETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3,5-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPROPANE <0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE 1.4 5 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1,3-DICHLOROPROPENE <0.5 5.0 P-ISOPROPYLTOLUENE <0.5 5.0
C1S-1,3-DICHLOROPROPENE  <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 50
TETRACHLOROETHENE <0.5 5.0
1, 3-DICHLOROPROPANE <0.5 5.0
CHLORODIBROMOMETHANE 0.8 50
CHLOROBENZENE <0.5 5.0
1,1,1,2-TETRACHLOROETHANE <0.5 5.0
BROMOFORM <0.5 50
BROMOBENZENE <0.5 5.0
1,1,2,2-TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: AR

DATE RUN.......
DATE REPORTED..

07/21/99
08/02,39

ORIGINAL

DATE ISSUED 08/05/99

; 2['ﬁ£;<éfbﬁ%/rT§ECTOR

/'S 0104



: 575 Broad Hollow Road, Melville, N.Y, 11747
Y | ™Y {516)694-3040 FAX:(516)420-8436 NYSDOH [D# 10478

LAB NO: 9919222

BROOKBAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TOnY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0940 HRS. LOCATION: WELL #4

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...eoevunn 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE <0.5 5.0 1,2,3-TRICHLORCPROPANE <0.5 5.0
CHLOROMETHANE <0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
VINYL CHLORIDE <0.5 2.0 4-CHLOROTOLUENE <£.5 5.0
BROMOMETHANE <0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
CHLOROETHANE <0.5 5.0 P-DICHLOROBENZENE <0.5 5.0
FLUORQTRICHLOROMETHANE <0.5 5.0 O-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1,2,4-TRICHLOROBENZENE <0.5 5.0
METHYLENE CHLORIDE <0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS-1,2-DICHLOROETHENE <0.5 5.0 1,2,3-TRICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2,2-DICHLOROPROPANE <0.5 5.0 ETHYLBENZENE <0.5 5.0
BROMOCHLOROMETHANE <0.5 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM <0.5 50 1,4-XYLENE <0.5 5.0
1,1,1-TRICHLOROETHANE <0.5 5.0 1,2-XYLENE <0.5 5.0
CARBON TETRACHLORIDE <0.5 5.0 STYRENE <0.5 5.0
1,1-DICHLOROPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLOROETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3,5-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPROPANE <0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE <0.5 50 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1, 3-DICHLOROPROPENE <0.5 5.0 P-ISOPROPYLTOLUENE <0.5 5.0
CIS-1,3-DICHLOROPROPENE <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 50
TETRACHLORCETHENE <0.5 5.0

1, 3-DICHELOROPRQPANE <0.5 5.0

CHLORODIBROMOMETHANE <0.5 50

CHLOROBENZENE <0.5 5.0

1,1,1,2-TETRACHLOROETHANE <0.5 5.0

BROMOFORM <0.5 50

BROMOBENZENE <0.5 5.0

1,1,2,2-TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORX STATE/USEPA limits for potable water.
COPIES TO: DATE ISSUED 08/05/99

DATE RUN....... 07/20/99
DATE REPORTED.. 08/02/99
ORIGINAL
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BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07,/08/99 POINT NO:

TIME COLLECTED. 0910 HRS. LOCATION: WELL #6

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...vcee.. 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE <0.5 5.0 1,2,3-TRICHLOROPROPANE <0.5 5.
CHLOROMETHANE <0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
VINYL CHLORIDE <0.5 2.0 4~CHLOROTOLUENE <0.5 5.0
BROMOMETHANE <0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
CHLOROETHANE <0.5 5.0 P-~-DICHLOROBENZENE <0.5 5.0
FLUOROTRICHLOROMETHANE <0.5 5.0 O~-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1,2,4-TRICHLOROBENZENE <0.5 5.0
METHYLENE CHLORIDE <0.5 . 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS-1,2-DICHLOROETHENE <0.5 5.0 1,2,3-TRICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2 ,2-DICHLOROPROPANE <0.5 5.0 ETHYLBENZENE <3.5 5.0
BROMOCHLOROMETHANE <0.5 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM <0.¢S 50 1,4-XYLENE <0.5 5.0
1,1,1-TRICHLOROETHANE 0.6 5.0 1,2-XYLENE <0.5 5.0
CARBON TETRACHLORIDE <0.5 5.0 STYRENE <0.5 5.0
1,1-DICHLOROPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLORQETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3,5-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPROPANE <0.5 5.0 TERT~BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE <0.5 50 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1,3-DICHLOROPROPENE <0.5 5.0 P-ISOPROPYLTOLUENE <0.5 5.0
CIS-1,3-DICHLOROPROPENE <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 50
TETRACHLOROETHENE <0.5 5.0

1, 3-DICHLOROPROPANE <0.5 5.0

CHLORODIBROMOMETHANE <0.5 50

CHLOROBENZENE <0.5 5.0

1,1,1,2-TETRACHLOROETHANE <0.5 5.0

BROMOFORM <0.5 50

BROMOBENZENE <0.5 5.0

1,1,2,2-TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limi-s for potable water.

COPIES TO: DATE ISSUED 08/05/99

DATE RUN....... 07/20/99
DATE REPORTED.. 08/02/99
ORIGINAL




Y B 575 Broad Hollow Road, Melville, N.Y. 11747
. ® (516)694-3040 FAX: (516)420-8436  KYSOOH (D4 10478

LAB NO: 9919224

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: WELL 47

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE <0.5 5.0 1,2,3-TRICHLOROPROPANE <0.5 5.0
CHLOROMETHANE <0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
VINYL CHLORIDE <0.5 2.0 4-CHLOROTOLUENE <0.5 5.0
BROMOMETHANE <0.5 5.0 M~-DICHLOROBENZENE <0.5 5.0
CHLOROCETHANE <0.5 5.0 P-DICHLOROBENZENE <0.5 5.0
FLUOROTRICHLOROMETHANE <0.5 5.0 O-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1,2,4-TRICHLOROBENZENE <0.5 5.0
METHYLENE CHLORIDE <0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS-1,2-DICHLOROETHENE <0.5 5.0 1,2,3-TRICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2,2-DICHLOROPROPANE <0.5 5.0 ETHYLBENZENE <0.5 5.0
BROMOCHLORCMETHANE <0.5 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM 1.9 50 1,4-XYLENE <0.5 5.0
1,1,1-TRICHLORQETHANE <0.5 5.0 1,2-XYLENE <0.5 5.0
CARBON TETRACHLORIDE <0.5 5.0 STYRENE <0.5 5.0
1,1-DICHLORQOPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLOROETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3,5~-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPROPANE <0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE <0.5 50 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1, 3-DICHLOROPRQOPENE <0.5 5.0 P~ISOPROPYLTOLUENE <0.5 5.0
CIS-1,3~DICHLOROPROPENE <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 5
TETRACHLOROETHENE <0.5 5.0

1, 3-DICELORCPROPANE <0.5 5.0

CHLORODIBROMOMETHANE <0.5 50

CHLOROBENZENE <0.5 5.0

1,1,1,2-TETRACHLOROETHANE <0.5 5.0

BROMOFORM <0.5 50

BROMOBENZENE <0.5 5.0

1,1,2,2~TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/05/99

DATE RUN....... 07/20/99
DATE REPORTED.. 08/02/99
ORIGINAL




- lm_ . .“ } ) — \yv “l \,‘.‘/“ \vLlewy (N T Y RIS RIvE eIV Milo. o0 Low dlreruw . NO: 9()1_9225

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: WELL #10-RAW

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE <0.5 5.0 1,2,3-TRICHLOROPROPANE <0.5 5.0
CHLOROMETHANE <0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
VINYL CHLORIDE <0.5 2.0 4-CHLOROTOLUENE <0.5 5.0
BROMOMETHANE <0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
CHLOROETHANE <0.5 5.0 P~DICHLOROBENZENE <0.5 5.0
FLUOROTRICHLOROMETHANE <0.5 5.0 0-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1,2,4-TRICHLOROBENZENE <0.5 5.0
METHYLENE CHLORIDE <0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS-1,2-DICHLOROETHENE <0.5 5.0 1,2,3-TRICHLOROBENZENE <0.5 5.0
1,1-DICHLOROQETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2,2-DITHLOROPROPANE <0.5 5.0 ETHYLBENZENE <0.5 5.0
BROMOCHLOROMETHANE <0.5 ~ 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM <0.5 50 1,4-XYLENE <0.5 5.0
1,1,1-TRICHLOROETHANE <0.5 5.0 1,2 XYLENE <0.5 5.0
CARBON TETRACHLORIDE <0.5 5.0 STYRENE <0.5 5.0
1,1-DICHALOROPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLOROETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3,5-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPRCPANE <0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE <0.5 50 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1, 3-DICHLOROPROPENE <0.5 5.0 P~-ISOPROPYLTOLUENE <0.5 5.0
CIS-1,3-DICHLOROPROPENE <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 5
TETRACHLOROETHENE <0.5 5.0

1,3-DICHLOROPRCPANE <0.5 5.0

CHLORODIBROMOMETHANE <0.5 50

CHLOROBENZENE <0.5 5.0

1,1,1,2-TETRACHLOROETHANE <0.5 5.0

BROMOFORM <0.5 50

BROMOBENZENE <0.5 5.0

1,1,2,2-TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.
ZOPIES TO: DATE ISSUED 08/05/99
DATE RUN....... 07/21/99

DATE REPORTED.. 08/02/99
ORIGINAL




HaM LALS, INC.

BROOKHAVEN NATIONAL LAB.-—-BNLM
S.

SCARPITTA/TONY ROSS

70 BELL AVE.

UPTON,

NY 11973

DATE COLLECTED. 07/12/99
TIME COLLECTED. 0830 HRS.
DATE RECEIVED.. 07/12/99
COLLECTED BY... JK99
FED-ID......... 5111891

POINT NO:

575 Broad Hollow Road, Melville, N.Y. 11747
{516)694-3040 FAX:(516)420-8436

NYSDOH 1D# 10478

TYPE...... POTABLE %ATER
ROUTINE

ORIGIN.... WELL

WELL TYPE. TREATED

LOCATION: WELL 10 TREATED

REMARKS:

LAB NO: 9919590

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S)

DICHLORODIFLUOROMETHANE
CHLOROMETHANE

VINYL CHLORIDE
BROMOMETHANE
CHLOROETHANE
FLUOROTRICHLOROMETHANE
1,1-DICHLOROETHENE
METHYLENE CHLORIDE
TRANS-1, 2-DICHLOROETHENE
1,1-DICHLOROETHANE
CIS-1,2-DICHLOROETHENE
2,2-DICHLORQOPROPANE
BROMOCHLOROMETHANE
CHLOROFORM
1,1,1-TRICHLOROZTHANE
CARBON TETRACHLORIDE
1,1-DICHLOROPROPENE
1,2-DICHLOROETHANE
TRICHLOROETHENE
1,2-DICHLOROPROPANE
DIBROMOMETHANE
BROMODICHLOROMETHANE

TRANS-1, 3-DICHLOROPROPENE

CIS-1,3-DICHLOROPROPENE
1,1,2-TRICHLOROETHANE
TETRACHLOROETHENE
1,3-DICHLOROPROPANE
CHLCRODIBROMOMETHANE
CHLOROBENZENE

1,1,1,2-TETRACHLOROETHANE

BROMOFORM
BROMOBENZENE

1,1,2,2-TETRACHLOROCETHANE

RESULT LIMIT

<0.5
<0.5
<0.
<0.
<0.
<0.
<0.
<0.
<Q0.
<0.
<0.
<0.
<0.
<0.
<0.
<Q.
<0.
<0.
<0.
<0.
<0.
<Q.
<0.
<0.
<0.
<Q.
<0.
<0.
<0.
<0.
<0.
<0.
<0.
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PARAMETER (S) RESULT LIMIT
1,2,3-TRICHLOROPROPANE <0.5 5.0
2-CHLOROTOLUENE <0.5 5.0
4-CHLOROTOLUENE <0.5 5.0
M-DICHLOROBENZENE <0.5 5.0
P-DICHLOROBENZENE <0.5 5.0
O-DICHLOROBENZENE <0.5 5.0
1,2,4-TRICHLOROBENZENE <0.5 5.0
HEXACHLOROBUTADIENE <0.5 5.0
1,2,3-TRICHLOROBENZENE <0.5 5.0
BENZENE <0.5 5.0
TOLUENE <0.5 5.0
ETHYLBENZENE <0.¢% 5.0
1,3-XYLENE <0.5 5.0
1,4-XYLENE <0.5 5.0
1,2-XYLENE <0.5 5.0
STYRENE <0.5 5.0
ISOPROPYLBENZENE (CUMENE) <0.5 5.0
N-PROPYLBENZENE <0.5 5.0
1,3,5-TRIMETHYLBENZENE <0.5 5.0
TERT-BUTYLBENZENE <0.5 5.0
1,2,4-TRIMETHYLBENZENE <0.5 5.0
SEC-BUTYLBENZENE <0.5 5.0
P-ISOPROPYLTOLUENE <0.5 5.0
N-BUTYLBENZENE <0.5 5.0
METHYL TERT.BUTYL ETHER <0.5 50

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:
DATE RUN....... 07/21/99
DATE REPORTED.. 08/02/99

ORISINAL

DATE ISSUED 08/05/99
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- e YoMttt LAB NO: 9919226

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER

S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0930 HRS. LOCATION: WELL #11-RAW

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE  <0.5 5.0 1,2,3-TRICHLOROPROPANE <0.5 5.9
CHLOROMETHANE <0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
VINYL CHLORIDE <0.5 2.0 4-CHLOROTOLUENE <0.5 5.0
BROMOMETHANE <0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
CHLOROETHANE <0.5 5.0 P-DICHLOROBENZENE <0.5 5.0
FLUOROTRICHLOROMETHANE <0.5 5.0 O-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1,2, 4~-TRICHLOROBENZENE <0.5 5.0
METHYLENE CHLORIDE <0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS~1,2-DICHLOROETHENE <0.5 5.0 1,2, 3-TRICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2,2-DICHLOROPROPANE <0.5 5.0 ETHYLBENZENE <0.5 5.0
BROMOCHLOROMETHANE <0.5 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM <0.5 50 1,4~-XYLENE <0.5 5.0
1,1, 1-TRICHLOROETHANE 1.7 5.0 1,2~-XYLENE <0.5 5.0
CARBON TETRACHLORIDE <0.5 5.0 STYRENE <0.5 5.0
1,1-DICHLOROPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLOROETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3, 5-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPROPANE <0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2, 4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE <0.5 50 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1, 3-DICHLOROPROPENE <0.5 5.0 P-I1SOPROPYLTOLUENE <0.5 5.0
CIS-1,3-DICHLOROPROPENE  <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 50
TETRACHLOROETHENE <0.5 5.0
1,3-DICHLOROPROPANE <0.5 5.0
CHLORODI BROMOMETHANE <0.5 50
CHLOROBENZENE <0.5 5.0
1,1,1,2-TETRACHLOROETHANE <0.5 5.0
BROMOFORM <0.5 50
BROMOBENZENE <0.5 5.0
1,1,2,2-TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:
DATE RUN....... 07/21/99
DATE REPORTED..

08/02/99

ORIGINAL

DATE ISSUED 08/05/39
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1 K 75 Broad Hollow Road, Melville, N.Y. 11747
° e {516)694- 040 FAX:(516)420-8436  NYSDOH {D# 10478

LAB NO: 9919227

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. TREATED

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0930 HRS. LOCATION: WELL #l11-TREATED

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK9% REMARKS:

FED~ID......... 5111891

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
DICHLORODIFLUOROMETHANE <0.5 5.0 1,2,3-TRICHLOROPROPANE <0.5 5.0
CHLOROMETHANE <0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
VINYL CHLORIDE <0.5 2.9 4-CHLCROTOLUENE <0.5 5.0
BROMOMETHANE <0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
CHLOROETHANE <0.5 5.0 P-DICHLOROBENZENE <0.5 5.0
FLUOROTRICHLOROMETHANE <0.5 5.0 O-DICHLOROBENZENE <0.5 5.0
1,1-DICHLOROETHENE <0.5 5.0 1,2,4-TRICHLOROBENZENE <0.5 5.0
METHYLENE CHLORIDE <0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
TRANS~1,2~DICHLOROETHENE <0.5 5.0 1,2,3-TRICHLOROBENZENE <0.5 5.0
1,1~-DICHLOROETHANE <0.5 5.0 BENZENE <0.5 5.0
CIS-~1,2-DICHLOROETHENE <0.5 5.0 TOLUENE <0.5 5.0
2,2~-DICHLOROPROPANE <0.5 5.0 ETHYLBENZENE <0.5 5.0
BROMOCHLOROMETHANE <0.5 5.0 1,3-XYLENE <0.5 5.0
CHLOROFORM <0.5 50 1,4-XYLENE <0.5 5.0
1,1,! TRICHLOROETHANE <0.5 5.0 1,2-XYLENE <0.5 5.0
CARBON TETRACHLORIDE <0.5 5.0 STYRENE <0.5 5.0
1,1-DICHLOROPROPENE <0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
1,2-DICHLOROETHANE <0.5 5.0 N-PROPYLBENZENE <0.5 5.0
TRICHLOROETHENE <0.5 5.0 1,3,5-TRIMETHYLBENZENE <0.5 5.0
1,2-DICHLOROPROPANE <0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
DIBROMOMETHANE <0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
BROMODICHLOROMETHANE <0.5 50 SEC-BUTYLBENZENE <0.5 5.0
TRANS-1, 3-DICHLOROPROPENE <0.5 5.0 P-ISOPROPYLTOLUENE <0.5 5.0
CIs-1,3-DICHLORCPROPENE <0.5 5.0 N-BUTYLBENZENE <0.5 5.0
1,1,2-TRICHLOROETHANE <0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 50

TETRACHLOROETHENE <0.5 5.0

1,3-DICHLOROPROFPANE <0.5 5.0

CHLORODIBROMOMETHANE <0.5 50

CHLOROBENZENE <0.5 5.0

1,1,1,2-TETRACHLOROETHANE <0.5 5.0

BROMOFORM <0.5 50

BROMOBENZENE <0.5 5.0

1,1,2,2-TETRACHLOROETHANE <0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/05/99

DATE RUN....... 07/21/99
DATE REPORTED.. 08/02/99
ORIGINAL




oA/ ve i e ) Ve Wl 4L e (516)694-3040 FAX: (516)420.8436  NYSDOH 104 10478

BROORHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.

UPTON, NY 11973

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0930 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID......... 5111891

Wl

LAB NO: 9919229

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... WELL

WELL TYPE. TREATED

POINT NO:

LOCATION: WELL #12-TREATED

REMARKS:

VOLATILE ORGANICS (METHOD 502.2) - ( ug/l )

PARAMETER (S)

DICHLORODIFLUOROMETHANE
CHLOROMETHANE

VINYL CHLORIDE
BROMOMETHANE
CHLOROETHANE
FLUOROTRICHLOROMETHANE
1, 1-DICHELOROETHENE
METHYLENE CHLORIDE
TRANS-1,2-DICHLOROETHENE
1,1-DICHLOROETHANE
CIS-1,2-DICHLOROETHENE
2,2-DICHLOROPRCPANE
BROMOCHL.OROMETHANE

CHI JROFORM
1,1,1-TRICHLOROETHANE
CARBON TETRACHLORIDE

1, 1-DICHLOROPROPENE
1,2-DICHLOROETHANE
TRICHLOROETHENE

1, 2-DICHLOROPROPANE
DIBROMOMETHANE
BROMODICHLOROMETHANE
TRANS-1,3-DICHLOROPROPENE
CIS-1,3-DICHLOROPROPENE
1,1,2-TRICHLOROETHANE
TETRACHLOROETHENE

1, 3-DICHLOROPROPANE
CHLORODIBROMOMETHANE
CHLOROBENZENE
1,1,1,2-TETRACHLOROETHANE
BROMOFORM

BRCMOBENZENE
1,1,2,2-TETRACHLOROETHANE

RESULT LIMIT PARAMETER (S) RESULY LIMIT
<0.5 5.0 1,2,3-TRICHLOROPROPANE <0.5 5.0
<0.5 5.0 2-CHLOROTOLUENE <0.5 5.0
<0.5 2.0 4~-CHLOROTOLUENE <0.5 5.0
<0.5 5.0 M-DICHLOROBENZENE <0.5 5.0
<0.5 5.0 P-DICHLOROBENZENE <0.5 5.0
<0.5 5.0 O-DICHLOROBENZENE <0.5 5.0
<0.5 5.0 1,2,4-TRICHELOROBENZENE <0.5 5.0
<0.5 5.0 HEXACHLOROBUTADIENE <0.5 5.0
<0.5 5.0 1,2,3-TRICHLOROBENZENE <0.5 5.0
<0.5 5.0 BENZENE <0.5 5.0
<0.5 5.0 TOLUENE <0.5 5.0
<0.5 5.0 ETHYLBENZENE <0.5 5.0
<0.5 5.0 1,3-XYLENE <0.5 5.0
0.6 50 1,4-XYLENE <0.5 5.0
<0.5 5.0 1,2-XYLENE <0.5 5.0
<0.5 5.0 STYRENE <0.5 5.0
<0.5 5.0 ISOPROPYLBENZENE (CUMENE) <0.5 5.0
<0.5 5.0 N-PROPYLBENZENE ' <0.5 5.0
<0.5 5.0 1,3,5-TRIMETHYLBENZENE <0.5 5.0
<0.5 5.0 TERT-BUTYLBENZENE <0.5 5.0
<0.5 5.0 1,2,4-TRIMETHYLBENZENE <0.5 5.0
<0.5 50 SEC-BUTYLBENZENE <0.5 5.0
<0.5 5.0 P-ISOPROPYLTOLUENE <0.5 5.0
<0.5 5.0 N-BUTYLBENZENE <0.5 5.0
<0.5 5.0 METHYL TERT.BUTYL ETHER <0.5 50

<0.5 5.0

<0.5 5.0

<0.5 50

<0.5 5.0

<0.5 5.0

<0.5 50

<0.5 5.0

<0.5 5.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE RUN....... 07/21/99
DATE REPCRTED.. 08/02/99

DATE ISSUED 08/05/99

URIGINAL




ATTACHMENT VI

Brookhaven National Laboratory
Potable Water Supply

1999 Synthetic Organic Chemicals and Pesticide Analyses for Well Water Samples
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BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0940 HRS. LOCATION: WELL 4

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

VOLATILE ORGANICS (METHOD 504) - ( ug/l )

PARAMETER (S) RESULT . LIMIT PARAMETER (S) RESULT LIMIT

1,2-DIBROMOETHANE (EDB) <0.02 0.05
1,2~-DIBROMO-3-CHL.PROPANE <0.02 0.2

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/04/99

DATE EXTRACTED. 07/13/99 ‘7&1 ’
DATE RUN....... 07/19/99 R ECTOR
DATE REPORTED.. 08/02/99

ORIGINAL
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’I lQM I_ABS INC 575 Jroad fioilox Road. Melville, .Y L1747
:(516)420-8436  NYSOOH |
‘. ® * e 28 raB NO: 9919209

BROOKHAVEN NATIONAL LAB.-BNLM

S. SCARPITTA/TONY ROSS

70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED.
TIME COLLECTED.
DATE RECEIVED..
COLLECTED BY...
FED-ID....cacu

07/08/99

0940 HRS.

07/08/99
JKR99
5111891

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... WELL

WELL TYPE. R&V

POINT NO:
LOCATION: WELL 4

REMARKS :

PARAMETER (S)

LINDANE

HEPTACHLOR

ALDRIN

HEPTACHLOR EPOXIDE

DIELDRIN
ENDRIN

METHOXYCHLOR

TOXAPHENE
CHLORDANE

TOTAL PCB'S

PESTICID

ES(METHQD 505) - ( ug/1l )

RESULT

LIMIT PARAMETER (S) RESULT LIMIT

<0.025
<0.025
<0.025
<0.025
<0.05
<0.05
<0.25
<2.5
<0.5
<0.5

QN W HR NUBMOUBLOO
R = T
OO MNO N

(o]

"o o .

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED.
DATE RUN.......
DATE REPORTED..

07/09/99
07/26/99
08/04/99

DATE ISSUED 08/04/99

ﬁWfdm}‘hmToa
ORIGINAL

L] Nne ~



-y

1B EPA SAMPLE NO.
SEMIVOLATILE ORGANICS ANALYSIS DATA SHEET
WELL 4
Lab Name: H2M LABS INC. Contract: L
LabCode: 10478 ~ CaseNo. SASNo: SDG No.: BNLMO084
Matrix: (soil/water) WATER Lab Sample ID: 9919209
Sample wt/vol: 1000 (g/ml) ML Lab File ID: D04920D
Level: (low/med) LOW Date Received; 07/08/99
% Moisture: decanted:(Y/N) N Date Extracted: 07/13/99
Concentrated Extract Volume: 1000  (ul) Date Analyzed: 07/20/99
Injection Volume: 1.0 (ul) Dilution Factor: 1.0
GPC Cleanup: (Y/N) N pH:
CONCENTRATION UNITS: Lot
CAS NO. COMPOUND (ug/L orug/Kg) UGI/L Q '
77474 ' Hexachlorocyclopentadiene 0, u o B50-C
118741 " Hexachlorobenzene 0.7 U |ND I~C
103231 ._Di(2-Ethylhexyl)adipate 022 U |\ HJO0WO -9
117817 bis(2-Ethylhexyl)phthalate 04! JB ND Q0
50328 Benzo[a]pyrene 0,0, U nNO O.Q
el
FORM | SV-1



THAM LALYS, INL.

BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.

UPTON, NY 11973

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0910 HRS.
DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99
5111891

9/5 Broad Hollow Hoad, Meiville, WY, LL/4/
(516)694-3040 FAX:(516)420-8436 NYSDOH [0# 10478
( LAB NO: 9919210

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... WELL

WELL TYPE. RAW

POINT NO:
LOCATION: WELL 6

REMARKS:

VOLATILE ORGANICS (METHOD 504) —~ ( ug/l )

PARAMETER (S)

RESULT LIMIT

PARAMETER (S) RESULT LIMIT

1,2-DIBROMOETHANE (EDB) <0.02
1,2-DIBROMO-3-CHL.PROPANE <0.02

.05

- Result(s) Reported meet{s) NEW 7YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED. 07/13/99
DATE RUN....... 07/19/99
DATE REPORTED.. 08/02/99

ORIGINAL

DATE ISSUED 08/04/99




W v e WA e el @

(516)034-3040 FAL: (51b)420-84.6

NYSLOH |
I8 AR NO: 9919210

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... WELL
UPTON, NY 11973 WELL TYPE. RAW
DATE COLLECTED. 07/08/99 POINT NO:
TIME COLLECTED. 0910 HRS. LOCATION: WELL 6
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99 REMARKS:
FED-ID......... 5111891
PESTICIDES(METHOD 505) - ( ugq/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT

LINDANE <0.025 0.2

HEPTACHLOR <0.025 0.4

ALDRIN <0.025 5.0

HEPTACHLOR EPOXIDE <0.025 0.2

DIELDRIN <G.05 5.0

ENDRIN <0.05 2.0

METHOXYCHLOR - <0.25 40.0

TOXAPHENE <2.5 3.0

CHLORDANE <0.5 2.0

TOTAL PCB'S <0.5 0.5

- Result(s) Reported me-t(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED. 07/09/99
DATE RUN....... 07/26/99
DATE REPORTED.. 08/04/99

ORIGINAL

DATE ISSUED 08/04/99

J A

R ECTOR
S NNe 4



1B
SEMIVOLATILE ORGANICS ANALYSIS DATA SHEET

EPA SAMPLE NO.

WELL 6
Lab Name: H2M LABS INC. Contract:
LabCode: 10478 ~ CaseNo. ~  SASNo.  SDGNo.. BNLMO084
Matrix: (soil/water) VATER Lab Sample ID: 9919210
Sample wt/vol: 1000 (g/ml) ML Lab File ID: D04922.D
Level: (low/med) tow Date Received: 07/08/99
% Moisture: decanted:(Y/N) N Date Extracted: 07/13/99
Concentrated Extract Volume: 1000  (ul) Date Analyzed: 07/20/99
Injection Volume: 1.0 (ul) Dilution Factor: 1.0
GPC Cleanup: (Y/N) N pH:
] >
CONCENTRATION UNITS: Limdt
CAS NO. COMPOUND (ug/lLorug/Kg) UGL Q
77474 Hexachlorocyclopentadiene 0.7 U 500
118741 . Hexachlorobenzene 0,p7 U |4
103231 __Di(2-Ethylhexyl)adipate 0,23 U L{%
117817 bis(2-Ethylhexyl)phthalate 0.5 _JB G
50328 Benzo[a]pyrene 0. U L. O Qws
,/\w‘
S 0065
FORM | SV-. 3/90



(RPN : ' o
. 3 YV e .. . 2200 sdl i v eeg e nrovar e 1047
X (2 Y o e e ol @ \ \ o b¥ AB NO: 9919211

BROOKHAVEN NATIONAL LAB.-BNLM TIPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: WELL 7

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

VOLATILE ORGANICS (METHOD 504) - (_ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT

1,2-DIBROMOETHANE (EDB) <0.02 0.05
1,2-DIBROMO-3-CHL.PROPANE <0.02 0.2

-“Ei;sult(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/04/99

DATE EXTRACTED. 07/13/99 7” :
DATE RUN....... 07/19/99 R ECTCR
DATE REPORTED.. 08/02/99 ‘

ORIGINAL

S Cnne:



MZM ABS INL 575 Broad Holiow Road Melville, K.Y. 11747
: I 516)694-3040 FAX:(516)420-8436
° o O 516) NSDOH ID# 10478 | AR NO: 9919211

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: WELL 7

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID....... .. 5111891

PESTICIDES(METHOD 505) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
LINDANE <0.025 0.2
HEPTACHLOR <0.025 0.4
ALDRIN <0.025 5.0
HEPTACHLOR EPOXIDE <0.025 0.2
DIELDRIN <0.05 5.0
ENDRIN <0.05 2.0
METHOXYCHLOR <0.25 40.0
TOXAPHENE <2.5 3.0
CHLORDANE <0.5 2.0
TOTAL PCB'S <0.5 0.5

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/04/99

DATE EXTRACTED. 07/09/99 ‘7%1 :
DATE RUN....... 07/26/99 R ECTOR
DATE REPORTED.. 08/0G4/99

ORIGINAL a



. e e

1B

SEMIVOLATILE ORGANICS ANALYSIS DATA SHEET

EPA SAMPLE NO.

Lab Name: H2M LABS INC. Contract: WELL7

Lab Code: 10478 ~ CaseNo: ~~ SASNo. SDG No.: BNLM084

Matrix: (soil/water) WATER Lab Sample ID: 9919211

Sample wt/vol: 1000 (g/mi) ML Lab File ID: D04923.D

Level: (low/med) LOW Date Received: 07/08/99

% Moisture: decanted:(Y/N) N Date Extracted: 07/13/99

Concentrated Extract Volume: 1000  (uL) Date Analyzed: 07/20/99

Injection Volume: 1.0  (ul) Dilution Factor: 1.0

GPC Cleanup: (Y/N) N pH:

CONCENTRATION UNITS: LJm f‘&
CAS NO. COMPOUND (ug/LorugiKg) UGL Q
77474 |_Hexachlorocyclopentadiene ‘ 0,9 U 50,0
118741 | Hexachlorobenzene 007 U ho
103231 |Di(2-Ethylhexyl)adipate 0,23 U ‘-—(
117817 ' bis(2-Ethylhexyl)phthalate 0,23 JB 6.0
50328 . Benzo[a]pyrene 0ood U 0.2
1\%
A\
S CO6s
FORN. SV-1 3/90



th ' A'js iN' 575 Broad Ho..ow Road, Meiviiie, A.1. L1747
- FAX. -
' e e (516)694-3040 FAX.(516)420-8436  NYSDOH 104 10478 NO: 9919212

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS

70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED.
TIME COLLECTED.
DATE RECEIVED..
COLLECTED BY...

07/08/99

0830 HRS.

07/08/99
JK99
5111891

ROUTINE
ORIGIN.... WELL
WELL TYPE. RAW

POINT NO:
LOCATION: WELL 10

REMARKS:

PARAMETER (S)

VOLATILE ORGANICS (METHOD 504) - ( ug/l )

RESULT LIMIT PARAMETER (S) RESULT LIMIT

1,2-DIBROMOETHANE (EDB) <0.02 0.05
1,2-DIBROMO-3-CHL.PROPANE <0.02 0.2

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED.

DATE RUN.......

DATE REPORTED..

07/13/99
07/19/99
08/02/99

DATE ISSUED 08/04/99

ORIGINAL




cd Namab] Y em .L_r~unuLJ\Jw!, d |
BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.

OPTON, NY 1197

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0830 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID......... 5111891

(510jus=cund 1 (uaugveumuant KW 10 10478

NN W

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... WELL
WELL TYPE. RAW
POINT NO:

LOCATION: WELL 10

REMARKS:

LAB NO: 9919212

PESTICIDES(METHOD 505) - ( ug/l )

PARAMETER (S)

LINDANE

HEPTACHLOR

ALDRIN

HEPTACHLOR EPOXIDE
DIELDRIN

ENDRIN
METHOXYCHLOR
TOXAPHENE
CHLORDANE

TOTAL PCB'S

RESULT LIMIT PARAMETER (S)

<0.025
<0.025
<0.025
<0.025
<0.05
<0.05
<0.25
<2.5
<0.5
<0.5

O v e . .
O O NO &N
o

QN W s NUTO B OO
¢« e .
oo .

RESULT LIMIT

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED. 07/09/99
DATE RUN..... .. 07/26/99
DATE REPORTED.. 08/04/99

DATE ISSUED 08/04/99

ORIGINAL




B __3 3 1 1

-3 _ B

-

SEMIVOLATILE ORGANICS ANALYSIS DATA SHEET

Lab Name: H2M LABS INC.

1B

Lab Code: 10478

Matrix: (soil/lwater) ~ WATER

Sample wt/vol:

Level: (low/med) LOW

% Moisture:

EPA SAMPLE NO.

B _Contrgct: WELL 10
3 CaseNo. ~~~~~~~~ SASNo:  SDGNo.. BNLMO084
Lab Sample ID: 9919587
1000 (g/ml) ML Lab File ID: D04931.D
W Date Received: 07/12/99
) o decanted:(Y/N) N Date Extracted: 07/13/99
Concentrated Extract Volume: 1000  (uL) Date Analyzed: 07/21/99

Injection Volume: 1.0  (ul)

Dilution Factor: 1.0

GPC Cleanup: (Y/N) N pH:
CONCENTRATION UNITS: Limct
CAS NO. COMPOUND (ug/L or ug/Kg) UG/L Q
77474 | Hexachlorocyclopentadiene i 0. U 50,0
118741 Hexachlorobenzene 007 U 1,0
103231 Di(2-Ethylhexyl)adipate 0.23 U L QO
117817 | bis(2-Ethylhexyl)phthalate 0, JB G¢.O
50328 ' Benzo[alpyrene 0.0§ u N
¢S
( ;7 ( z
S G107
FORM | SV-1 3/90

B—0927 .



-~ Ay

4 [
RNV IR

BROOKHAVEN NATIONAL LAB.-BNLM

S. SCARPITTA/TONY ROSS
70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0930 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID......... 5111891

a " 7w Wil \”9 Ras i ‘V“ '\.u..,‘.v.ﬂ-ﬂ'&a Vivegwa by e

ORIGIN....
WELL TYPE.

POINT NO:
LOCATION: WELL 11

REMARKS:

I IRV Y]

LAB NO: 9919213

POTABLE WATER

VOLATILE ORGANICS (METHOD 504) - ( ug/l )

PARAMETER (S)

1,2-DIBROMOETHANE (EDB)

RESULT LIMIT

PARAMETER (S)

<0.02

1,2-DIBROMO~3-CHL.PROPANE <0.02

0.05
0.2

RESULT LIMIT

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED. 07/13/99
DATE RUN....... 07/19/99
DATE REPORTED.. 08/02/99

ORIGINAL

DATE ISSUED 08/04/993

ﬁ%@smoa
S {0



-24M LALS, INC.

BROOKHAVEN NATIONAL LAB.-BNLM

S. SCARPITTA/TONY ROSS
70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0930 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID......... 5111891

575 Broad Ho.iow Road, #eivilie, MY, 11/4]

(516)694-3U4C FAX:(516)420-8436 NYSDOH ID# 10478

LAB NO: 9919213

TYPE...... POTABLE WATER
ROUTINE

ORIGIN.... WELL

WELL TYPE. RAW

POINT NO:

LOCATION: WELL 11

REMARKS:

PARAMETER (S)

LINDANE
HEPTACHLOR

ALDRIN

HEPTACHLOR EPOXIDE
DIELDRIN

ENDRIN
MoTHOXYCHLOR
TOXAPHENE
CHLORDANE

TOTAL PCB'S

PESTICIDES (METHOD 505) - ( ug/l )

RESULT LIMIT PARAMETER (S) RESULT LIMIT
<0.025 0.2

<0.025 0.4

<0.025 5.0

<0.025 0.2

<0.05 5.0

<0.05 2.0

<0.25 40.0 -
<2.5 3.0

<0.5 2.0

<0.5 0.5

~ Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE -XTRACTED. 07/09/99
JATE RUN....... 07/26/99
DATE REPORTED.. 08/04/99

DATE ISSUED 08/04/99

ORIGINAL




i~

et
‘I
' .

1B EPA SAMPLE NO.
SEMIVOLATILE ORGANICS ANALYSIS DATA SHEET

Lab Name: H2M LABS INC. Contract: WELL 11
LabCode: 10478 ~ CaseNo. ~~~ SASNo:  SDGNo.. BNLMO084
Matrix: (soillwater) ~ WATER Lab Sample ID: 9919588

Sample wt/vol: 1000  (g/m)) ML Lab File ID: D04924.D )
Level: (low/med) Low Date Received: 07/12/99

% Moisture: decanted:(Y/N) N Date Extracted: 07/13/99
Concentrated Extract Volume: 1000 (uL) Date Analyzed: 07/20/99

injection Volume: 1.0  (ul) Dilution Factor: 1.0

GPC Cleanup: (Y/N) N pH:

CONCENTRATION UNITS: i/l,m (.&

CAS NO. COMPOUND (ug/Lorug/Kg) UGIL Q —_—
77474 ' Hexachlorocyclopentadiene ! 0.7 U | 6?8
118741 IT Hexachlorobenzene ! 0.07 U :

| 103231 Di(2-Ethylhexyl)adipate : 023 U ~Q0

117817 _bis(2-Ethylhexyl)phthalate ; 047, JB G0

' 50328 Benzo[alpyrene ] ~ 0,08 U | 0.

)
G
S €108
FORM | SV-1 3/90 -
5-0931
g



HQM ABS INC 575 Broad ol Iox Road, elville. WY LU
I 516)694-3040 FAX:(516)420-8436 KYSDOH
° o ©I® 18 #1048 |+ AB NO: 9919214

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0930 HRS. LOCATION: WELL 12

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...ccves 5111891

VOLATILE ORGANICS (METHOD 504) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT

1,2-DIBROMOETHANE (EDB) <0.02 0.05
1,2-DIBROMO-3-CHL.PROPANE <0.02 0.2

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.
COPIES TO: DATE ISSUED 08/04/99
DATE EXTRACTED. 07/13/99 ‘761 '
DATE RUN....... 07/19/99 R ECTOR
DATE REPORTED.. 08/02/99

ORIGINAL S N



) ."*.‘ ) ‘_“ N . '} Nos g ST e A s el s e 0SBl 1 KT
[OPRN PPN — S u_)\yvg LT ™ Lo tow v LAB NO: 9919214

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0930 HRS. LOCATION: WELL 12

DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID....c.v.. 5111891

PESTICIDES(METHOD 505) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
LINDANE <0.025 0.2
HEPTACHLOR <0.025 0.4
ALDRIN <0.025 5.0
HEPTACHLOR EPOXIDE <0.025 0.2
DIELDRIN <0.05 5.0
ENDRIN <0.05 2.0
METHOXYCHLOR <0.25 40.0 -
TOXAPHENE <2.5 3.0
CHLORDANE <0.5 2.0
TOTAL PCB'S <0.5 0.5

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/04/99

' DATE EXTRACTED. 07/09/99 71’(
DATE RUN....... 07/26/99 ' ECTOR
DATE REPORTED.. 08/04/99
ORIGINAL

G074



18 EPA SAMPLE NO.
SEMIVOLATILE ORGANICS ANALYSIS DATA SHEET

WELL 12
Lab Name: H2M LABS INC. ~__ Contract:
Lab Code: 10478 CaseNo. ~ ~ SASNo: ~ SDGNo.. BNLMO084
Matrix: (soil/water) ~ WATER Lab Sample ID: 9919589
Sample wt/vol: 1000 (@/ml) ML Lab File ID: D04925.D
Level: (low/med) LOW 7 Date Received: 07/12/99
% Moisture: decanted:{Y/N) N Date Extracted: 07/13/99
Concentrated Extract Volume: 1000  (ul) Date Analyzed: 07/20/99
Injection Volume: 1.0 (uL) Dilution Factor: 1.0
GPC Cleanup: (Y/N) N pH:
CONCENTRATION UNITS: ! )
Q,Mt“.l'
CAS NO. COMPOUND (ug/L orug/Kg) UGIL Q
77474 |_Hexachlorocyclopentadiene | 079 U | 500
118741 . _Hexachlorobenzene i 0.0l U | He)
103231 ._Di(2-Ethylhexyl)adipate : 0.3 U | 40
h17817 bis(2-Ethyihexyl)phthalate ; 02k JB ! (G‘O
'+ 50328 Benzo[a]pyrene : 0cK U Q.2
) G
(/l\’b \
S G1Cy
FORM| SV-1 3/90

n _Qo%-



™ e \‘ﬂ’ wl AN_ @ (910)094-3040 FAX: (5uu)42U-8a36  NYSDWE L0 10478

BROOKHAVEN NATIONAL LAB.-BNLM

S.

SCARPITTA/TONY ROSS

70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0940 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID........ . 5111891

L

LAB NO: 9919219

TYPE...... POTABLE WATER
ROUTINE
ORIGIN.... WELL

WELL TYPE. RAW

POINT NO:
LOCATION: COMPOSITE OF WELLS 4,6,&7

REMARKS:

PARAMETER (S)

ALDICARB SULFONE
ALDICARB SULFOXIDE
ALDICARB

OXAMYL

METHOMYL
3-HYDROXYCARBOFURAN
CARBOFURAN

CARBARYL

TOTAL ALDICARBS

CARBAMATE SCAN (METHOD 531.1) - ( ug/l )

RESULT LIMIT PARAMETER (S) RESULT LIMIT
<1.0

<1.0

<1.0

<1.0 200

<1.0 50.0

<l.0 50.0

<1.0 40

<1.0 50.0

<3.0 7.0

~ Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE RUN..... .. 07/19/99

DATE REPORTED..

07/21/99

DATE ISSUED 08/04/99

ORIGINAL




g_th 1 AB& INL sgﬁnmﬁlmmg. Nelvilie, N.1. L1747
I : n
° e (516) (516)420-8436  KYSOOH 104 10478 NO: 9919586

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/12/99 POINT NO:

TIME COLLECTED. 1020 HRS. LOCATION: COMPOSITE OF WELLS 4,6,&7
DATE RECEIVED.. 07/12/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

METHOD 515.1 - (ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT
2,4,-D <0.2 50.0

2,4,5-TP (SILVEX) <0.05 10.0

DINOSEB <0.2 7.0

DALAPON <1.3 200

PICLORAM <l.4 500

DICAMBA <n.08 50.0

PENTACHLOROPHENOL <0.1 1.0 -

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.
CCPIES TO: DATE ISSUED 08/04/99
DATE EXTRACTED. 07/19/99

DATE RUN....... 07/21/99
DATE REPORTED.. 07/26/99

ORIGINAL



:l.l taild | ¥ “ ﬁ_/—mn&.)\wg Jl ““‘_/“ \.‘uo)hua-:}x)‘a.M:‘\“u;-n..,—owu Rruaks Lub Lus/d LAB NO: 9919219

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... WELL

UPTON, NY 11973 WELL TYPE. RAW

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0940 HRS. LOCATION: COMPOSITE OF WELLS 4,6,&7
DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID...cen.. . 5111891

GLYPHOSATE (METHOD 547) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT

GLYPHOSATE <9.0 700

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO: DATE ISSUED 08/04/99

DATE RUN....... 07/21/99
DATE REPORTED.. 07/23/99
ORIGINAL




H2M LALYS, INC.

575 Broad hw.iow Ruad, Meiville, N.Y, L1174/
(516)694-3040 FAX:(516)420-8436

NYSDOH [0# 10478

LAB NO: 9919219
BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE
70 BELL AVE. ORIGIN.... WELL
UPTON, NY 11973 WELL TYPE., RAW
DATE COLLECTED. 07/08/99 POINT NO:
TIME COLLECTED. 0940 HRS. LOCATION: COMPOSITE OF WELLS 4,6,&7
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99 REMARKS:
FED-ID......... 5111891
DIQUAT (METHOD 549) - ( ug/l )
PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT

DIQUAT

<1l

20

.0

)

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED. 07/15/99
DATE RUN....... 07/26/99
DATE REPORTED.. 07/27/99

2y

ORIGINAL

DATE ISSUED 08/04/99

ECTOR

L g Yo T



OO 1 Sy B v ...‘_f“'"»mm-_‘\,».:j

BROOKHAVEN NATIONAL LAB.-BNLM
S. SCARPITTA/TONY ROSS

70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED.
TIME COLLECTED.
DATE RECEIVED..
COLLECTED BY...
FED-ID.........

07/08/99
0830 HRS.
07/08/99
JK99
5111891

16

POINT NO:
LOCATION: COMPOSITE OF WELLS 10,11,&l2

REMARKS:

ORIGIN....
WELL TYPE.

LAB NO: 9919220

POTABLE WATER
RCUTINE

WE LL

Rz ¥

PARAMETER (S)

2,4,-D <0
2,4,5-TP (SILVEX) <0
DINOSEB <0
DALAPON <l.
PICLORAM <1.
DICAMBA <0
PENTACHLOROPHENOL <0.

METHOD 515.1 - ( ug/l )

RESULT LIMIT

PARAMETER (S)

RESULT LIMIT

.2
.05
.2
3
4
.08
1

50.0
10.0
7.0
200
500
50.0
1.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED.
DATE RON.......
DATE REPORTED..

07/12/9¢9
07/15/9
07/28/99

ORIGINAL

DATE ISSUED 08/04/99

S 0075



Ham LADS., INC.

BROOKHAVEN NATIONAL LAB.-BNLM

S. SCARPITTA/TONY ROSS
70 BELL AVE.
UPTON, NY 11973

DATE COLLECTED. 07/08/99

TIME COLLECTED. 0830 HRS.

DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID......... 5111891

POINT NO:
LOCATION:

REMARKS:

ORIGIN....
WELL TYPE.

575 Broad Hollow foad, Melville, N.Y, 11747
(516)694-3040 FAX:(516)420-8436 NYSDOH 104 10478
LAB NO:

POTABLE WATER
ROUTINE

WELL

RAW

COMPOSITE OF WELLS 10,11,&12

9919220

PARAMETER (S)

ALDICARB SULFONE
ALDICARB SULFOXIDE
ALDICARB

OXAMYL

METHOMYL
3-HYDROXYCARBOFURAN
CARBOFURAN
CARBARYL

TOTAL ALDICARBS

CARBAMATE SCAN (METHOD 531.1) - ( ug/l )

RESULT LIMIT

PARAMETER (S)

RESULT LIMIT

<1.0
<1.0
<1.0
<l.
<1l.
<1.
<l.
<l.
<3.

OO OO O o

200
50.0
50.0
40
50.0
7.0

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

CC?IES TO:

DATE RUN....... 07/19/99
DATE REPORTED.. 07/21/99

JRIGINAL

DATE ISSUED 08/04/99
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e B - LAB NO: 9919220

BROOKHAVEN NATIONAL LAB.-BNLM TYPE...... POTABLE WATER
S. SCARPITTA/TONY ROSS ROUTINE

70 BELL AVE. ORIGIN.... W LL

UPTON, NY 11973 WELL TYPE. R. W

DATE COLLECTED. 07/08/99 POINT NO:

TIME COLLECTED. 0830 HRS. LOCATION: COMPOSITE OF WELLS 10,11,&12
DATE RECEIVED.. 07/08/99

COLLECTED BY... JK99 REMARKS:

FED-ID......... 5111891

GLYPHOSATE (METHOD 547) - ( ug/l )

PARAMETER (S) RESULT LIMIT PARAMETER (S) RESULT LIMIT

GLYPHOSATE <9.0 700

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.
COPIES TO: DATE ISSUED 08/04/9¢9
DATE RUN....... 07/21/99

DATE REPORTED.. 07/23/99
ORIGINAL




H2M LALNS, INC.

BROOKHAVEN NATIONAL LAB.-BNLM

S. SCARPITTA/TONY ROSS
70 BELL AVE.
UPTON, NY 119 3

DATE COLLECTED. 07/08/99
TIME COLLECTED. 0830 HRS.
DATE RECEIVED.. 07/08/99
COLLECTED BY... JK99
FED-ID......... 5111891

ORIGIN.... WELL
WELL TYPE. RAW

POINT NO:

575 Broad Ho(low Road, Melville, M.Y. 11747
{516)694-3040 FAX:(516)420-8436 NYSDOH 104 10478

LAB NO: 9919220

POTABLE WATER
ROUTINE

LOCATION: COMPOSITE OF WELLS 10,11,&l2

REMARKS :

PARAMETER (S)

DIQUAT

DIQUAT (METHOD 549) - ( ug/l )

RESULT LIMIT

PARAMETER (S)

<1

20.0

RESULT LIMIT

- Result(s) Reported meet(s) NEW YORK STATE/USEPA limits for potable water.

COPIES TO:

DATE EXTRACTED. 07/15/99
DATE RUN....... 07/26/99
DATE REPORTED.. 07/27/99

ORIGINAL

DATE ISSUED 08/04/99

*



